
DETAIL-SW08-EAR INST., 75 WICKLOW ST
VELUX ROOFLIGHT DETAIL

Scale 1:5 @ A3 Do not scale this drawing

Project

Life and Medical Sciences - Small Works

Client

University College London

Drawing Title

Detail-SW08-Ear Inst., 75 Wicklow St 
Velux rooflight detail
Project Number

220593(SW08)-4100
Drawing Number 

Scale

1:5 20/01/2023
Date Drawn CheckedPaper Size Purpose/StatusFilename

ML KS PLANNING220593-UCL-Contract B 
-SW08_Planning ML .vwx

ISO A3
Check all dimensions and levels on site

Only to be used on the site for which designed.  The electronic transmission of designs/information contained in this drawing is carried out entirely at the User's risk and Kendall Kingscott Ltd. will have no liability for any errors or inaccuracies arising 
therefrom.  The production of amended or updated information from the said designs/information by the User is entirely the responsibility of the User and Kendall Kingscott Ltd. shall have no responsibility in respect thereof whatsoever.

Rev Date By NoteAp

© Copyright

Revision

+44 (0)20 8943 5300
www.kendallkingscott.co.uk

Suite 3, Sandford House, 
1b Claremont Road, 
Teddington, TW11 8DH

P2  

P1 22/05/23 AC Issued to PlanningMM
P2 03/08/23 ML Issued to Planning

Sk/L

Sk/L

Sk/L

bench

NO ACCESS
CUPS

49.65

49.44

CUP

ST
AI
R

LIF
T

E
LE

C
S

ALTERNATIVE FIRE ESCAPE

DP
D E TA IL  1 0

23 0 3 8

93 8

2 3 8

9

DP

SIN K

LE
B 

Su
b 

St
at

io
n 

Lo
ad

in
g

Do
or

s

G11
ENTRANCE

LOBBY

G18
OPEN PLAN

OFFICE

G06
CORRIDOR

G17
CORRIDOR

G19
OFFICE 7

G20
OFFICE 8

G21
OFFICE 9

G22
OFFICE 10

G23
OFFICE 1

G24
OFFICE 2

G25
OFFICE 3

G26
OFFICE 4

G27
OFFICE 5

G28
OFFICE 6

G29
PHOTO COPY/

PRINT

G36
PLANT ROOM

G33
SEMINAR

ROOM

VOID

G30
KITCHEN G31

MEETING
ROOM 1

G32
MEETING
ROOM 2

VOID

G12
ATRIUM

G12A
LIFT

G01
STAIR

G07
CORRIDOR

D
A

TA
/E

LE
C

R
IS

E
R

C
U

P
B

O
A

R
D

RAD.

RAD.

Desk Benching

A
C

Britannia Street

W
ic

kl
ow

 S
tre

et

KEY PLAN

Section A-A

1:5
Section B-B

VELUX Lining LS-

60
-10

0 m
m

50

VELUX EDN Front edge

Red line level
VELUX Insulation frame BDX 

Trimmers where necessary

VELUX EDN L-shaped
side soakers

VELUX Vapour barrier BBX

VELUX Insulation frame BDX

Gasket on BBX in window rebate

VELUX Underfelt collar BFX

VELUX underfelt collar BFX
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Felt/breather membrane

VELUX transverse drainage gutter
VELUX transverse drainage gutter clip

VELUX underfelt collar BFX

VELUX EDL Gutter

Gasket on BBX in window rebate

VELUX Vapour barrier BBX

0-20 mm

Installation batten

Assumed existing Slate

Assumed existing battens

Existing board

Gyproc Wallboard 12.5mm 

Rafters VELUX Lining LS-

Existing board

Sopra XPS CW by SOPREMA
Rigid thermal insulation board (XPS) 
installed between the rafters

20-30 mm

New treated timber battens (min. 
45mm height), fixed to existing rafters 
to create an air gap.

New treated timber battens (min. 
45mm height), fixed to existing rafters 
to create an air gap.
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Gasket on BBX in window rebate

VELUX Underfelt collar BFX
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Rigid thermal insulation board (XPS) 
installed between the rafters
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Existing board

Gyproc Wallboard 12.5mm 
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New treated timber battens (min. 
45mm height), fixed to existing rafters 
to create an air gap.
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