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All dimensions to be checked on site prior to commencement of any works, and/or preparation of any 
shop drawings.

Sizes of and dimensions to any structural or services elements are indicative only. See structural and 
service engineers drawings for actual sizes / dimensions.

This drawing to be read in conjunction with all other Architect's drawings, specifications and other 
Consultants' information.

All proprietary systems shown on this drawing are to be installed strictly in accordance with the 
Manufacturers/Suppliers recommended details.

Any discrepancies between information shown on this drawing and any other contract information or 
manufacturers/suppliers recommendations is to be brought to the attention of the Architect.
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Fourth Floor FCU Section
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50mm slot at top of unit for 
air flow

30mm MDF with 
concealed HW lippings 
where required. Laquered 
finish: Color TBC 

Ventilation grille at low 
level 

Chassis type FCU  to MEP 
specification

Fourth Floor FCU Elevation A
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High Level FCU Plan 
Scale: 1:52

Ducted ventilation from
FCU, refer to MEP

specifications

Low Level FCU Plan 
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Note: 
All timber to be lacquered 
finish. Colour: TBC
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