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1. DO NOT SCALE THIS DRAWING.
2. THIS DRAWING IS TO BE READ IN CONJUNCTION WITH ALL RELEVANT

ENGINEERS AND ARCHITECTS DRAWINGS, SCHEDULES AND
SPECIFICATIONS.

RISK ASSESSMENT !
WE (GD PARTNERSHIP LTD) HAVE LISTED
BELOW ONLY ABNORMAL HEALTH AND
SAFETY RISKS.  WE HAVE ASSUMED THAT
THE CONTRACTOR IS COMPETENT IN
HEALTH AND SAFETY MATTERS AND WE
HAVE EXCLUDED ANY NORMAL RISKS THAT
A COMPETENT CONTRACTOR SHOULD
IDENTIFY AND ACCOMMODATE AS PART OF
THEIR REGULAR ACTIVITIES AND RISK
ASSESSMENTS.
DURING CONSTRUCTION;

OPERATION / MAINTENANCE / CLEANING;

DECOMMISSIONING / DEMOLITION;

1. NO RISK

1. NO RISK

1. NO RISK

P0106.07.20 M.EvRDISSUED FOR INFORMATIONISSUED FOR INFORMATIONP0220.07.20 M.EvRDREVISED FOLLOWING DTM, COORDINATION WITHSTRUCTURE AND ARCHITECTS MARK-UPP0304.09.20 M.EvRDREVISED TO MECHANICAL & ARCHITECTSDRAWINGS. ADDED ASSUMED CALCULATIONS.P0424.09.20 M.EvRDTHAMES WATER WATER MAIN ADDED TO DRAWING

P0506.11.20 M.EvRDSCHEME ADJUSTED TO LATEST DRAWINGS,

STORAGE REQUIREMENT ADJUSTED, TEMPORARYDRAINAGE ADDED & MAIN OUTFALL ADJUSTED.
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