
DOOR TYPE A
Raised & fielded 6 panel with Glazed Vision Panels
Refer to Schedule CO.3300 Series for Fire Ratings and
smoke seals

DOOR TYPE B
Raised & fielded 6 panel
Refer to Schedule CO.3300 Series for Fire Ratings and
smoke seals

DOOR TYPE C
Internal flush double doors.
Refer to Schedule CO.3300 Series for Fire Ratings and smoke seals

DOOR TYPE D
Raised & fielded 6 panel double doors
Refer to Schedule CO.3300 Series for Fire Ratings and smoke seals

DOOR TYPE E
Single leaf internal flush door.
Refer to Schedule CO.3300 Series for Fire Ratings and
smoke seals

DOOR TYPE F
Raised & fielded 2 panel External Door.

DOOR TYPE G
Half glass raised & fielded 2 panel with planted bars
External Door.

DOOR TYPE H
Vertically boarded external door.
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GENERAL NOTES:

To be read in conjunction with proposed plans, door and ironmongery schedule.
Typical wall buildups shown, refer to plans for specific door locations.

KEY:

Existing Wall

New Wall

NOTES:

1. New door frame within existing structural opening.
2. New door frame within new structural opening.
3. New fire door signage, refer to ironmongery schedule for details.
4. New door ironmongery, refer to schedule for details.
5. New architraves to match existing.
6. Clear glazing.
7. Refer to finishes drawing for location specific skirting details.
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