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1 GENERAL ARRANGEMENT

GA PLANS FLOOR AND ROOF

PROPOSED LEVEL FLOOR 10 PLAN

GENERAL NOTES

PROPOSED EXTRACT FUME

TO TERMINATE 3M ABOVE

EXISTING PV DECK

PROPOSED LOCATION

OF EXTRACT FANS INSTALLED

AT L10 ROOF.

PROPOSED LOCATION

OF DUCTWORK TO RUN H/L

ABOVE THE EXISTING MEP

PLANT.

EXISTING MEP SERVICES

MAY RUN MID OR HIGH LEVEL.

SUBJECT TO SURVEY.

- DRAWINGS TO BE READ IN CONJUNCTION WITH THE

             DESIGN AND ACCESS REPORT

- ALL DIMENSIONS IN MILLIMETERS UNLESS NOTED

             OTHERWISE

- DRAWINGS ARE BASED ON ARCHIVE INFORMATION

AND THEREFORE SOME DISCREPANCIES MAY EXIST

DUE TO THE NATURE OF RECORDS AND

INTERPRETATIONS.

- ALL THE EXISTING MEP EQUIPMENT SHOWN ON PLAN

IS AS INDICATIVE DUE TO LIMITED ARCHIVE

INFORMATION. A SURVEY OF THE EXISTING CONDITION

MAY BE REQUIRED TO CHECK THE CURRENT MEP

LAYOUT AT LEVEL 10.

- PIPES AND DUCTWORKS SHOWN ON PLAN AS LIGHT

GREY LINES MAY RUN AT LOW/MID OR HIGH LEVEL.

SUBJECT TO SURVEY.
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