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CODE 6 LEAD WITH FOLDED SEAM - LEAD FLASHINGS INTO BRICKWORK IRON GUTTER/DOWNPIPE

ASPHALT UPSTRAND 150mm ALL SIDES OF NEW SHAFT ENCLOSURE BONDED INTO EXISTING ROOF
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CAST STONE COPING TO MATCH EXISTING COPINGS IN DEPTH AND THICKNESS

BRICKS SALVAGED FROM WORKS USED FOR  OVERRUN WALLS
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KEY 1:250 NOTE: brick bond, rebated corner detail, thickness and projection of copings to match existing 

refer to drawing CSH 0117 photographs


