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200x125 EXTRACT AT H/L
300x200 SUPPLY &
EXTRACT DUCTS  AT H/L
STACKED

125Ø E

NOTE:- FINAL CONNECTION TO
EXTRACT GRILLES TO BE 125Ø DUCT
UNLESS OTHERWISE STATED.

FINAL SUPPLY AIR DUCTWORK
CONNECTION TO CHILLED BEAMS TO
BE 125Ø UNLESS OTHERWISE STATED.
SEE DETAIL A

VCD

CS

TBV

TYPICAL 125Ø SUPPLY AIR
CONNECTION TO CHILLED BEAM
c/w VOLUME CONTROL DAMPER

CHILLED WATER FLOW & RETURN
AT H/L c/w 15Ø BRANCH TO/FROM
EACH CHILLED BEAM

15Ø CHW F+R.
15Ø LTHW F+R. (UNDER)

PD

LTHW FLOW & RETURN AT H/L
c/w 15Ø BRANCH TO/FROM
EACH CHILLED BEAM

10Ø LTHW F+R.
(FINAL CONNECTION SIZE

VCD

VCD

400mm REMOVABLE
SECTION FOR ACCESS
TO VCD AND VALVES

CHILLED WATER FLOW & RETURN
AT H/L c/w 15Ø BRANCH TO/FROM
EACH CHILLED BEAM

LTHW FLOW & RETURN AT H/L
c/w 15Ø BRANCH TO/FROM
EACH CHILLED BEAM
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A SCALE  1 : 20
TYPICAL H/L CONNECTION DETAIL TO CHILLED BEAM

B SCALE  1 : 20
TYPICAL H/L CONNECTION DETAIL TO CHILLED BEAM C SCALE  1 : 20

TYPICAL H/L CONNECTION DETAIL TO CHILLED BEAM




