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NOTE:  

Noise attenuation of proposed vents at roof 
level relating to the internal basement plant 
to be designed and installed in accordance 
with the recommendations set out in the 
Acoustic Consultants report to comply with 
the Local Authority's noise standards in 
relation to the nearest noise sensitive facades.




