
HALL WCS

A-1F-155

16.04m²

DIS AC WC

A-1F-N01

4.77m²

+110.56 FFL

+109.35 FFL

+110.63 FFL
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CLEANERS STORE

A-1F-N03

2.65m²
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RISER

RISER

KITCHEN STORES

A-1F-151

14.54m²

CIRCULATION

A-1F-152

16.68m²

CIRCULATION

A-1F-156

CIRCULATION

A-1F-146

11.14m²

STORE

A-1F-N02

3.70m²

CIRCULATION

A-1F-154

16.70m²
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LOW LEVEL REFURBISHMENT OF WC.

REFER TO DEMOLITION DRAWING

13-1-1012-BAS-PL-A-085, ARCHITECT'S

DRAWING 13-1-1012-BAS-DR-A-390 AND

NBS SPECIFICATION

FORM FR 60 MINS RISER DUCT

IN EXISTING LOCATION.

FORM FR 60 MINS RISER DUCT IN

EXISTING LOCATION

REFURBISH EXISTING WCS.

REFER TO DEMOLITION DRAWING

13-1-1012-BAS-PL-A-084, ARCHITECT'S

DRAWING 13-1-1012-BAS-DR-A-382 AND

NBS SPECIFICATION

REFURBISHMENT OF KITCHEN

STORES AREA
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EXISTING PARTITION TO BE RETAINED
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SUITABILITY WORKS REQUIRED

REFER TO WC DRAWINGS AND DETAILS NOTED

NEW STUD PARTITION

(FIRE / ACOUSTIC RATING AS NBS REF)

TO BE READ IN CONJUNCTION WITH:

 ARCHITECTS' DRAWINGS AND SPECIFICATION;

 MECHANICAL & ELECTRICAL DRAWINGS AND SPECIFICATIONS;

 STRUCTURAL ENGINEERS' DRAWINGS AND SPECIFICATION

REFER TO WATER HYGIENE REPORT AND ASBESTOS SURVEY



















TEL:

EMAIL:

Head Office:




Other Office locations can be found on our website 

FAX:






 




Property Design and Management Services
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