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Notes

1) System consists of 53nr 285W PV

panels.

2) PV panels measure 1580mm x

1064mm x 40mm deep, clined at 15

degrees.
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Drawn Date Checked

07mar15

Title

37548/E/20 rH

Project

Client

1:50 @A1

Hutton Construction

Oak Grove, Kilburn.

Roof Level

PV panel arrangement

BA

Revision Description Date

PD

A Panel arrangement amended 10mar15
B Panel arrangement amended

to achieve 60 nr total.
31mar15

C Panel arrangement amended
for maint cleanances - 55 total

09apr15

D Panel arrangement amended
for 55 total

16apr15

E Panel reduced to 53nr and
arrangement amended to suit
latchway.

11may15

F Minor amendmt to NW panels 20may15
G Minor amendmts 21may15
H Minor amendmts 02jun15


