Design and Access Statement – UCL Wilkins Building, Donaldson Library. 

Emergency Lighting Improvements:

The current emergency lighting within the Donaldson Library does not illuminate the exit routes sufficiently to allow safe egress from the area by abled bodied, ambulant disabled or disabled persons. 

The lighting proposed will supplement the emergency lighting and general lighting within the space and would help with movement around the room in order to create a safer environment. 

[bookmark: _GoBack]The lighting design will fit within the British Standards of Emergency Lighting Compliancy and the Local Authority. 
