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EXISTING COLD WATER
STORAGE TANK
1900mm HIGH
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ENTER STAIRCASE AND
DROP TO BELOW
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ACOUSTIC SCREEN

REFRIGERATION PIPEWORK
PASS THROUGH PARAPET
DROP ON EXTERNAL WALL
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ACF 3

SUPPLY & FIT ALUMINIUM,
CHEQUER PLATE RAMPED
WALKWAY OVER AC PIPES /
CABLES PAINTED WITH BLACK
& YELLOW CHEVRONS
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ACOUSTIC SCREEN BY
SPECIALIST 3.3m X
2.8m X 2.1m
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AC UNIT ELEVATION (1:50@ A1)
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PLANT HEIGHTS ABOVE ROOF
EXISTING ROOF SCAPE PHOTOS
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VISUALS OF EQUIPMENT

AC EQUIPMENT
COLOUR RAL SILK

GREY 7044

ROOF TOP REFRIGERATION
PIPEWORK SUPPORT

 (NTS)

CABLE TRAY

BIG FOOT
FIX IT FOOT

AC DATA CABLE SCHEMATIC (NTS)

NOTE:
ALL CABLES TO BE NEATLY SERVED ON CABLE
TRAY/CONTAINMENT

CZ-256ESMC2
I.T. CONTROLLER
IN RECEPTION OFFICE

2CORE 0.75mm² CSA
UV RESISTANT CABLE
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R
ev

.

05
.0

7.
16

ZZ

BLOOMSBURY PARK HOTEL
LONDON

PROPOSED ROOF TOP
AC PLANT & 

BOOSTER PUMP HOUSING
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Davies M&E Partnership Ltd.
Cestrian House, Lightfoot Street, Hoole, Chester, CH2 3AD.

  Tel: 01244 315568
Email - cad@daviespartnership.co.uk

www.daviespartnership.co.uk
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LOWER ROOF CONDENSERS GROUP
TOGETHER AND ACOUSTIC SCREENS ADDED.
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