
GROSS AREA

160 sqm

1722 sqft

Electrics

Electrics

Existing aluminium shop

front with 183mm

stepped access. Existing

steel security letter box to

rear of shop front.

Existing ventilation /condenser

pipework to offices above -

assume pipes to be retained

unless advised by landlord

otherwise.

Existing high level ducting.

Existing windows boarded over

internally.

Assumed existing

incoming electrics boxed

in (no access at time of

survey)

Existing steel beams

- approx 3450mm

to u/s

Matwell

Existing RWP & SVP

Existing GA Layout

Scale 1:50

· The contractor must verify all dimensions on site before

any works are undertaken, discrepancies are to reported

to the project architect/designer for clarification.

· All works will be carried out in accordance with the

SUPERDRUG NFOS document & are to comply with the

tenants fit out guidelines following landlords approval.

· HVAC, M&E layouts are indicative & must be verified with

the relevant contractor before commencement of work.

· All works to be carried out in accordance with the fire

strategy and fire cert application schedule produced by the

landlord team issued at tender.

· The existing\proposed sprinkler system is to be assessed

by contractor to ensure the system is in compliance with

building regs part B.

· This drawing remains the property of

ASWATSON/SUPERDRUG & may not be reproduced in any

way without prior consent.

AREA

Ground Floor

SqM / SqFt

AREA SCHEDULE

160/1722

First Floor

SqM / SqFt

Gross Area

Total Sales

Total BOH

- Staff Room

- Managers Office

- Toilets

- Warehouse

- Circulation Area

- Void

30mins fire rated partition.

Non fire rated partition.

60mins fire rated partition.

Solid Walls.

Wall Construction

PIR

Existing Equipment

Key

Smoke Detector

(Ceiling mounted)

Access Control Keypad

CCTV Camera

Fire Extinguisher

Fire Blanket

Green Coloured

Break Glass Point

Alarm Call Point

Fire Alarm Panel

Sprinkler Head

SM

CP

GBG

FAP

Intruder Alarm Sensor

Lighting

(Ceiling Mounted)

Spot Light

(Ceiling Mounted)

Spot Light

With Fire Exit Sign

Speaker

(Ceiling Mounted)

Vent (Ceiling Mounted)

SVP

Soil Vent Pipe

Ventilation Grille

(Ceiling Mounted)

Electric Panel

(Services Noted)

Strip Light

600 X 600 Modular

Recessed T5 Fluorescent

1200 X 600 Modular

Recessed T5 Fluorescent

STRIP LIGHT

STRIP LIGHT

STRIP LIGHT

VENT

Illuminated

Directional Exit Sign

Illuminated Exit Sign

Access Hatch

VENT

GRILLE

CEILING

HATCH

LIGHT

SPEAKER

FB

F

Sounder

VENT

cctv

SL

SL

FE

SP

EL

Overhead Heater

Emergency Lighting

FD
Fire Detector

Air-Con Cassette

Wall Mounted Air-Con

Cassette

HD

Heat Detector

(Ceiling mounted)

L

STRIP LIGHT

CHUBB

PANEL

FUSE

BOX

CHUBB

DOC's

CUSTOMER

COUNTER

WIFI

A/C

CONTROL

PANIC

ALARM

DOOR

RELEASE

SENSOR

ALARM

PANEL

Electrics
Electrics
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