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Notes: Alteration works

 Construct new built in units for air cooling system and 1No electric panel

radiator to F2 and F3.

 All fireplaces to be retained to room numbers F2 and F3.

 Fire doors (FD) Supply and fit new Georgian style 6 panel oak veneered

doors to be 30 minute resistant.  Complete with intumescent strips. Smoke

seals routed into door edges, complete with new ironmongery and over head

closer's.

 Existing doors (Ex) retain existing doors.

 Repair damaged section of lath and plaster ceiling to the corner of F3, to be

carried out in a sensitive manner using certain materials and concentrated to

the water staining.
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Surface mounted fluorescent light

Light switch - single rocker

Light switch - dimmer

Light switch - double rocker

Wall light fitting

Double switch socket outlet

Dome ceiling or wall mounted light

Electric Paneled Radiator

Fire alarm break glass call point

Fire alarm panel

Inruder alarm

Distribution Board

Smoke Detector

Chandelier

Air Cooling

Emergency Light fitting

Entry Phone

 Ventialtion extract diffuser

Fire extinguisher

Fire alarm sounder

Drainage gulley

M/H drainage inspection chamber

Steel Beam

Stud partition

FD Fire Door
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