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Kitchen Engraved Multi-Gang 20A DP Grid
Switches at High Level in Cupbd Serving:-
Miele Oven H6461BP3.5kW
Wolf Induction Hob ICBC152TC 3.7kW
2 x Miele Warming Draw ESW6229 1kW
Miele Combi Oven H6401 BM 2.2kw
Quooker Tap
Miele Dishwasher G6860SCVi
Westin Extractor - Fan Remote in Loft
Induction Hob in Island 3kW

Intruder Alarm 
Flush Window
Contact

Intruder Alarm 
Flush Door
Contact

T.
S

T.
S

T.
S

T.
S

Cloakroom Devimat 150w/m² 
Electric Underfloor Controlled by 
Devireg Touch Controller with 
floor temp sensor by Electrical 
Contractor. Sited on the Wall.

2nd Fl Sub-Main 2 x 3c 16mm²
XLPE/SWA/LSF Cables Rising to
2nd Fl in Serice Void

T.
S

T.
S

T.
S

cl

K

WIFI

All Lights to be Switched 
from this Panel

Electrical Supply & 
Light Switches to 
Kitchen Furniture

Electrical Supply & 
Light Switches to 
Kitchen Furniture

Water & Electrical Supply 
& Light Switches to 
Kitchen Furniture

Electrical Supply 
& Light Switches 
to Kitchen 
Furniture FS

FS

FS

FS

1:100 PLAN - Ground Floor

TV

FS

FS

Rev A key plan amended



R
W

P

U
P

KITCHEN
G.02

R
W

P

R
W

P

2 2

2

BPT Opale 
Video Intercom 
Panel

R
W

P

N
o2

5

ENTRANCE HALL
G.01

CLOAKROOM 
G.03

N
o2

3

R
W

P

R
W

P

RAD 3
RAD 4

RAD 5

R
AD

 6

RA
D 

7

R
AD

 1
R

AD
 2

FS

FS

FS

FS

U
 P

U
 P

Service Void 

U
 P

U
 P

1 2 3

1 2 3 4 5

12

6 7 8 9 10 11

3 2 1

4 3 2 1567

Spur sockets, electrical 
sockets, light switches 
number, location and all 
fittings to be coordinated with 
kitchen manufacturer and 
fitted to free standing units

 Intruder Alarm 
LCD Keypanel -
Polished Nickel 
Finish
 Intruder Alarm 
Personnel Alarm 
Push - Polished 
Nickel Finish

 BPT Classic 
Satin Black 
Surface 1
Button Colour 
Video Door Entry
Panel

Intruder Alarm 
Personnel Alarm 
Push - Polished 
Nickel Finish

Intruder Alarm 
Honeywell IS3016A
Dual Tec Motion Sensor 
at High Level

Netgear WAC120 
Wireless Access Point 
by Electrical Contractor 
H/L In Cupbd.

Kitchen Engraved Multi-Gang 20A DP Grid
Switches at High Level in Cupbd Serving:-
Miele Oven H6461BP3.5kW
Wolf Induction Hob ICBC152TC 3.7kW
2 x Miele Warming Draw ESW6229 1kW
Miele Combi Oven H6401 BM 2.2kw
Quooker Tap
Miele Dishwasher G6860SCVi
Westin Extractor - Fan Remote in Loft
Induction Hob in Island 3kW

Intruder Alarm 
Flush Window
Contact

Intruder Alarm 
Flush Door
Contact

T.
S

T.
S

T.
S

T.
S

Cloakroom Devimat 150w/m² 
Electric Underfloor Controlled by 
Devireg Touch Controller with 
floor temp sensor by Electrical 
Contractor. Sited on the Wall.

2nd Fl Sub-Main 2 x 3c 16mm²
XLPE/SWA/LSF Cables Rising to
2nd Fl in Serice Void

T.
S

T.
S

T.
S

cl

K

WIFI

All Lights to be Switched 
from this Panel

Electrical Supply & 
Light Switches to 
Kitchen Furniture

Electrical Supply & 
Light Switches to 
Kitchen Furniture

Water & Electrical Supply 
& Light Switches to 
Kitchen Furniture

Electrical Supply 
& Light Switches 
to Kitchen 
Furniture FS

FS

FS

FS

1:100 PLAN - Ground Floor

TV

FS

FS

ROOM G.01 - Ground Floor Entrance Hall
ELEVATION A

opening to stair doorway
to kitchen

Butler Hegarty Architects
Unit 208 A2, 159-163 Marlborough Road, London, N19 4NF
tel: 020 72638933 email: mail@butlerhegartyarchitects.co.uk

24 Church Row
Title: Proposed GF Elevations : Entrance Hall
Drawing No: 0919317/Sk54A  Scale 1: 50 @ A3 

1 : 505m0 1m

DO NOT SCALE check all dimensions on site

GROUND FLOOR PLAN

ROOM G.01 - Ground Floor Entrance Hall
ELEVATION B

doorway

ROOM G.01 - Ground Floor Entrance Hall

ELEVATION C

window window

doorway

ROOM G.01- Ground Floor Entrance Hall

ELEVATION D

ROOM G.01- Ground Floor Entrance Hall

ELEVATION E

GROUND FLOOR PROPOSED -  ENTRANCE HALL

KEY
 Proposed

 
Rev A proposed sockets and fittings amended



Butler Hegarty Architects
Unit 208 A2, 159-163 Marlborough Road, London, N19 4NF
tel: 020 72638933 email: mail@butlerhegartyarchitects.co.uk

24 Church Row
Title: Proposed FF Elevations : Drawing Room
Drawing No: 0919317/Sk48A   Scale 1: 50 @ A3 

1 : 505m0 1m

DO NOT SCALE check all dimensions on site

FIRST FLOOR PLAN

ROOM 1.01 - 1st Floor Drawing Room
ELEVATION A

ROOM 1.01 - 1st Floor Drawing Room
ELEVATION B

cl cl cl

ROOM 1.01 - 1st Floor Drawing Room

ELEVATION C

window window window

ROOM 1.01- 1st Floor Drawing Room

ELEVATION D

cl cl

U
 P

12345678910

1094321 876

U
 P

U
 P

FS FS

FS

FS FS

T

FCU serving 
Gas Fire

FCU serving 
Gas Fire

 Gas Fire

 Gas Fire

 BPT Opale 
Video Intercom 
Panel

Picture Light 
centred on wall

R
AD

 1
R

AD
 2

RAD 3

R
AD

 4

RA
D 

5

RAD 6

LED strip 
uplighting from 
top of bookcase

TV

LANDING & 
STAIRCASE
1.02

SITTING ROOM
1.03

DRAWING ROOM
1.01

HALF
LANDING
1.04

El
ev

at
io

n 
A

Elevation B

Elevation D

El
ev

at
io

n 
C

1:100 Plan 1st Floor

FS
FS

FS

FS

FS

FIRST FLOOR PROPOSED - DRAWING ROOM

KEY
 

Proposed
 

Rev A proposed sockets amended



Butler Hegarty Architects
Unit 208 A2, 159-163 Marlborough Road, London, N19 4NF
tel: 020 72638933 email: mail@butlerhegartyarchitects.co.uk

24 Church Row
Title: Proposed FF Elevations : Sitting Room
Drawing No: 0919317/Sk49A  Scale 1: 50 @ A3 

1 : 505m0 1m

DO NOT SCALE check all dimensions on site

FIRST FLOOR PLAN

ROOM 1.04 - 1st Floor Sitting Room

ELEVATION A

cl cl cl cl cl

ROOM 1.03 - 1st Floor Sitting Room

ELEVATION A

cl cl cl cl cl

ELEVATION A

ROOM 1.03 - 1st Floor Sitting Room

ELEVATION B

ROOM 1.03 - 1st Floor Sitting Room
ELEVATION C

cl cl cl cl cl

ELEVATION C

cl cl cl cl cl

ELEVATION C
ROOM 1.04 - 1st Floor Sitting Room
ELEVATION D

window window window

ROOM 1.03 - 1st Floor Sitting Room
ELEVATION D

window window window

ELEVATION D

U
 P

12345678910

1094321 876

U
 P U
 P

FS FS

FS

FS FS

T

FCU serving 
Gas Fire

FCU serving 
Gas Fire

 Gas Fire

 Gas Fire

 BPT Opale 
Video Intercom 
Panel

Picture Light 
centred on wall

R
AD

 1
R

AD
 2

RAD 3

R
AD

 4

RA
D 

5

RAD 6

LED strip 
uplighting from 
top of bookcase

TV

LANDING & 
STAIRCASE
1.02

SITTING ROOM
1.03

DRAWING ROOM
1.01

HALF
LANDING
1.04

El
ev

at
io

n 
D

Elevation A

Elevation C

El
ev

at
io

n 
B

1:100 Plan 1st Floor

FS
FS

FS

FS

FS

FIRST FLOOR PROPOSED - SITTING ROOM

KEY
 Proposed

 

2no 13 Amp, 
USB & Data 
point to side of 
bookcase

2no 13 Amp, 
TV Outlet, 
HDMI & Data 
point to side of 
bookcase

Rev A key plan amended



Butler Hegarty Architects
Unit 208 A2, 159-163 Marlborough Road, London, N19 4NF
tel: 020 72638933 email: mail@butlerhegartyarchitects.co.uk

24 Church Row
Title: Proposed SF Elevations : Bedroom
Drawing No: 0919317/Sk56  Scale 1: 50 @ A3 

1 : 505m0 1m

DO NOT SCALE check all dimensions on site

SECOND FLOOR PLAN

U
 P

1234567891011

U
 P

1 2 3 4 5 6

7 8 9 10 11

R
AD

 1

FS

FS

FS

FS

 BPT Opale 
Video Intercom 
Panel

T

T

Bathroom Devimat 150w/m² Electric
Underfloor Controlled by Devireg
Touch Controller with floor temp
sensor by Electrical Contractor.

Intruder Alarm LCD Keypanel -
Polished Nickel Finish

 Bathroom Extract Fan 3Pole Switch
Linked with Demister & Controlled
by Local Ceiling PIR Motion
Detector

K

R
AD

 2

RA
D 

2

R
AD

 4

RAD 4

R
AD

 4

FCU serving 
Gas Fire

Mirror Demister Flex 
Outlet Served from 
FCU outside Bathroom 
Linked with Local 
Lighting Circuit

Night Time Motion Detector

El
ev

at
io

n 
A

Elevation B

Elevation D

El
ev

at
io

n 
C

BEDROOM
2.02

BATHROOM
2.01 LANDING & 

STAIRCASE
2.05

LOBBY
2.11

STUDY
2.06

HALF LANDING
2.09

1:100 2nd Floor Plan
LED strip 
uplighting from 
top of cupboard

ROOM 2.02 - 2nd Floor Bedroom
ELEVATION A

cupboard

ROOM 2.02 - 2nd Floor Bedroom
ELEVATION B

ROOM 2.02 - 2nd Floor Bedroom
ELEVATION C

window windowcupboard

ROOM 2.02 - 2nd Floor Bedroom
ELEVATION D

SECOND FLOOR PROPOSED - BEDROOM

KEY
 Proposed

 
 

   



Butler Hegarty Architects
Unit 208 A2, 159-163 Marlborough Road, London, N19 4NF
tel: 020 72638933 email: mail@butlerhegartyarchitects.co.uk

24 Church Row
Title: Proposed SF Elevations : Study
Drawing No: 0919317/Sk51 Scale 1: 50 @ A3 

1 : 505m0 1m

DO NOT SCALE check all dimensions on site

SECOND FLOOR PLAN

R
AD

 1

FS

FS

FS

FS

 BPT Opale 
Video Intercom 
Panel

T

T

Bathroom Devimat 150w/m² Electric
Underfloor Controlled by Devireg
Touch Controller with floor temp
sensor by Electrical Contractor.

Intruder Alarm LCD Keypanel -
Polished Nickel Finish

 Bathroom Extract Fan 3Pole Switch
Linked with Demister & Controlled
by Local Ceiling PIR Motion
Detector

K

R
AD

 2

RA
D 

2

R
AD

 4

RAD 4

R
AD

 4

FCU serving 
Gas Fire

Mirror Demister Flex 
Outlet Served from 
FCU outside Bathroom 
Linked with Local 
Lighting Circuit

Night Time Motion Detector

BEDROOM
2.02

BATHROOM
2.01

LANDING & 
STAIRCASE
2.05

LOBBY
2.11

STUDY
2.06

HALF LANDING
2.09

1:100 2nd Floor Plan

El
ev

at
io

n 
D

Elevation A

Elevation C

El
ev

at
io

n 
B

LED strip 
uplighting from 
top of cupboard

cl cl cl cl cl

ROOM 2.06 - 2nd Floor Study
ELEVATION A

ROOM 2.06 - 2nd Floor Study
ELEVATION B

cl cl

ROOM 2.06 - 2nd Floor Study

ELEVATION C

ROOM 2.06 - 2nd Floor Study

ELEVATION D

SECOND FLOOR PROPOSED - STUDY

KEY
 Proposed

 

2no 13 Amp, 1no 
5Amp & Data point 
to side of filling 
cabinet

2no 13 Amp & 
USB to side of 
filling cabinet



Butler Hegarty Architects
Unit 208 A2, 159-163 Marlborough Road, London, N19 4NF
tel: 020 72638933 email: mail@butlerhegartyarchitects.co.uk

24 Church Row
Title: Proposed TF Elevations : Bedroom
Drawing No: 0919317/Sk57   Scale 1: 50 @ A3 

1 : 505m0 1m

DO NOT SCALE check all dimensions on site

THIRD FLOOR PLAN

T

FCU Serving 
Elec Airer

Triax Sat/DTT Splitter & 2 
x Triax 8Way DDU Fed 
From FCU circ 2/2/12

Utility Room Extract Fan 
3Pole Switch Linked 
with Local Lighting 
Circuit. Fan sited in Loft

FCU Serving Boiler

Netgear WAC120 Wireless
Access Point by Electrical
Contractor

Lights under 
High Level 
Kitchen Unit

FCU Washing 
Machine on board 
below coutertop

FCU Fridge

FS

T

TV

FS FS

FS

FS

 BPT Opale 
Video Intercom 
Panel

T

 Bathroom Extract Fan 3Pole Switch
Linked with Demister & Controlled
by Local Ceiling PIR Motion
Detector

RAD 1

R
AD

 2
R

AD
 3

R
AD

 4

HDMI

Service Void 

TV

RAD 5

FS

H
D
M
I

BEDROOM
3.02

UTILITY ROOM
3.01

LANDING & 
STAIRCASE
3.06

STUDY
3.07

BATHROOM
3.10

El
ev

at
io

n 
A

Elevation D

El
ev

at
io

n 
C

Elevation B

1:100 3rd Floor Plan

LED strip 
uplighting from 
top of cupboard

CUP'D
3.04

CUP'D
3.05

3.03
CUP'D

3.08
CUP'D

3.09
CUP'D

3.11
CUP'D

ROOM 3.02 - 3rd Floor Bedroom
ELEVATION A

cupboard

ROOM 3.02 - 3rd Floor Bedroom
ELEVATION B

ROOM 3.02 - 3rd Floor Bedroom

ELEVATION C

window window

ROOM 3.02 - 3rd Floor Bedroom

ELEVATION D

THIRD FLOOR PROPOSED - BEDROOM

KEY
 Proposed

 



Butler Hegarty Architects
Unit 208 A2, 159-163 Marlborough Road, London, N19 4NF
tel: 020 72638933 email: mail@butlerhegartyarchitects.co.uk

24 Church Row
Title: Proposed TF Elevations : Study
Drawing No: 0919317/Sk53   Scale 1: 50 @ A3 

1 : 505m0 1m

DO NOT SCALE check all dimensions on site

THIRD FLOOR PLAN

U
 P

67 5 4 3 2 1
10987

FS

T

TV

FS FS

FS

FS

 BPT Opale 
Video Intercom 
Panel

 Bathroom Extract Fan 3Pole Switch
Linked with Demister & Controlled
by Local Ceiling PIR Motion
Detector

RAD 1

R
AD

 2
R

AD
 3

R
AD

 4

HDMI

Service Void 

TV

RAD 5

FS

H
D
M
I

Elevation A

El
ev

at
io

n 
D

Elevation C

El
ev

at
io

n 
B

BEDROOM
3.02

UTILITY ROOM
3.01

LANDING & 
STAIRCASE
3.06

STUDY
3.07

BATHROOM
3.10

1:100 3rd Floor Plan

T

FCU Serving 
Elec Airer

Triax Sat/DTT Splitter & 2 
x Triax 8Way DDU Fed 
From FCU circ 2/2/12

Utility Room Extract Fan 
3Pole Switch Linked 
with Local Lighting 
Circuit. Fan sited in Loft

FCU Serving Boiler

Netgear WAC120 Wireless
Access Point by Electrical
Contractor

Lights under 
High Level 
Kitchen Unit

FCU Washing 
Machine on board 
below coutertop

FCU Fridge

LED strip 
uplighting from 
top of cupboard

CUP'D
3.04

CUP'D
3.05

3.03
CUP'D

3.08
CUP'D

3.09
CUP'D

3.11
CUP'D

ROOM 3.07 - 3rd Floor Study

ELEVATION A

ROOM 3.07 - 3rd Floor Study

ELEVATION B

ROOM 3.07 - 3rd Floor Study
ELEVATION C

ROOM 3.07 - 3rd Floor Study
ELEVATION D

window

THIRD FLOOR PROPOSED - STUDY

KEY
 Proposed

 



Butler Hegarty Architects
Unit 208 A2, 159-163 Marlborough Road, London, N19 4NF
tel: 020 72638933 email: mail@butlerhegartyarchitects.co.uk

24 Church Row
Title: Proposed TF Elevations Utility Room & Landing
Drawing No: 0919317/Sk59A  Scale 1: 50 @ A3 

1 : 505m0 1m

DO NOT SCALE check all dimensions on site

THIRD FLOOR PLAN

ROOM 3.01 - 3rd Utility Room
ELEVATION C

ROOM 3.06 - 3rd Floor Landing

ELEVATION E
ROOM 3.01 - 3rd Kitchen
ELEVATION A

ROOM 3.01 - 3rd UTILITY ROOM
ELEVATION D

ROOM 3.01 - 3rd Kitchen
ELEVATION B

ROOM 3.01 - 3rd Kitchen

ELEVATION C

ROOM 3.01 - 3rd Kitchen
ELEVATION D

ROOM 3.06 - 3rd Landing
ELEVATION C

FS

T

TV

FS FS

FS

FS

 BPT Opale 
Video Intercom 
Panel

 Bathroom Extract Fan 3Pole Switch
Linked with Demister & Controlled
by Local Ceiling PIR Motion
Detector

RAD 1

R
AD

 2
R

AD
 3

R
AD

 4

Service Void 

TV

RAD 5

FS

Elevation A

El
ev

at
io

n 
E

Elevation C

BEDROOM
3.02

UTILITY ROOM
3.01

LANDING & 
STAIRCASE
3.06

STUDY
3.07

BATHROOM
3.10

1:100 3rd Floor Plan

El
ev

at
io

n 
B

El
ev

at
io

n 
D

ROOM 3.01 - 3rd UTILITY ROOM

T

FCU Serving 
Elec Airer

Triax Sat/DTT Splitter & 2 
x Triax 8Way DDU Fed 
From FCU circ 2/2/12

Utility Room Extract Fan 
3Pole Switch Linked 
with Local Lighting 
Circuit. Fan sited in Loft

FCU Serving Boiler

Netgear WAC120 Wireless
Access Point by Electrical
Contractor

Lights under 
High Level 
Kitchen Unit

FCU Washing 
Machine on board 
below coutertop

FCU Fridge

CUP'D
3.04

CUP'D
3.05

LED strip 
uplighting from 
top of cupboard

3.03
CUP'D

3.08
CUP'D

3.09
CUP'D

3.11
CUP'D

THIRD FLOOR PROPOSED -  UTILITY ROOM & LANDING

KEY
 Proposed

 Proposed remedial works : 
repair timber panelling
 

3no FCU, 2no 
13amp & Data 
Point to new 
plywood board

Rev A key amended



R
W

P

U
P

N
o2

5

R
W

P

R
W

P

BPT Opale 
Video Intercom 
Panel

R
W

P

N
o2

5

R
W

P

R
W

P

RAD 3
RAD 4

RAD 5

R
AD

 6

RA
D 

7

R
AD

 1
R

AD
 2

FS

FS

FS

FS

U
 P

U
 P

Service Void 

2 2

2

U
 P

U
 P

1 2 3

1 2 3 4 5

12

6 7 8 9 10 11

3 2 1

4 3 2 1567

Spur sockets, electrical 
sockets, light switches 
number, location and all 
fittings to be coordinated with 
kitchen manufacturer and 
fitted to free standing units

 Intruder Alarm 
LCD Keypanel -
Polished Nickel 
Finish
 Intruder Alarm 
Personnel Alarm 
Push - Polished 
Nickel Finish

 BPT Classic 
Satin Black 
Surface 1
Button Colour 
Video Door Entry
Panel

Intruder Alarm 
Personnel Alarm 
Push - Polished 
Nickel Finish

Intruder Alarm 
Honeywell IS3016A
Dual Tec Motion Sensor 
at High Level

Netgear WAC120 
Wireless Access Point 
by Electrical Contractor 
H/L In Cupbd.

Kitchen Engraved Multi-Gang 20A DP Grid
Switches at High Level in Cupbd Serving:-
Miele Oven H6461BP3.5kW
Wolf Induction Hob ICBC152TC 3.7kW
2 x Miele Warming Draw ESW6229 1kW
Miele Combi Oven H6401 BM 2.2kw
Quooker Tap
Miele Dishwasher G6860SCVi
Westin Extractor - Fan Remote in Loft
Induction Hob in Island 3kW

Intruder Alarm 
Flush Window
Contact

Intruder Alarm 
Flush Door
Contact

T.
S

T.
S

T.
S

T.
S

Cloakroom Devimat 150w/m² 
Electric Underfloor Controlled by 
Devireg Touch Controller with 
floor temp sensor by Electrical 
Contractor. Sited on the Wall.

2nd Fl Sub-Main 2 x 3c 16mm²
XLPE/SWA/LSF Cables Rising to
2nd Fl in Serice Void

T.
S

T.
S

T.
S

cl

K

WIFI

All Lights to be Switched 
from this Panel

Electrical Supply & 
Light Switches to 
Kitchen Furniture

Electrical Supply & 
Light Switches to 
Kitchen Furniture

Water & Electrical Supply 
& Light Switches to 
Kitchen Furniture

Electrical Supply & 
Light Switches to 
Kitchen Furniture KITCHEN

G.02

ENTRANCE HALL
G.01

STAIRS
G.04

CLOAK
ROOM
G.03

1:100 PLAN - Ground Floor

Elevation H

El
ev

at
io

n 
J

Elevation L

El
ev

at
io

n 
K

FS

FS

FS

FS

TV

FS

FS

U
 P

12345678910

1094321 876

U
 P U
 P

FS FS

FS

FS FS

T

FCU serving 
Gas Fire

FCU serving 
Gas Fire

 Gas Fire

 Gas Fire

 BPT Opale 
Video Intercom 
Panel

Picture Light 
centred on wall

R
AD

 1
R

AD
 2

RAD 3

R
AD

 4

RA
D 

5

RAD 6

LED strip 
uplighting from 
top of bookcase

TV

LANDING & 
STAIRCASE
1.02

SITTING ROOM
1.03

DRAWING ROOM
1.01

HALF
LANDING
1.04

1:100 Plan 1st Floor

Elevation FEl
ev

at
io

n 
G

FS
FS

FS

FS

FS

ELEVATION  H

ELEVATION  G

ELEVATION CELEVATION A ELEVATION B

Butler Hegarty Architects
Unit 208 A2, 159-163 Marlborough Road, London, N19 4NF
tel: 020 72638933 email: mail@butlerhegartyarchitects.co.uk

24 Church Row
Title: Proposed GF, FF & SF 
Elevations : Stairs & Landings
Drawing No: 0919317/Sk62A   Scale 1: 50 @ A3 

1 : 505m0 1m

DO NOT SCALE check all dimensions on site

STAIRS & LANDINGS
GROUND, FIRST, SECOND FLOOR PROPOSED - STAIR & LANDING

ELEVATION  D ELEVATION  DELEVATION  E

ELEVATION  F

ELEVATION  HELEVATION  J ELEVATION  K ELEVATION  L

KEY
 Proposed

 Proposed remedial works : 
repair timber panelling
 

R
AD

 1

FS

FS

FS

FS

 BPT Opale 
Video Intercom 
Panel

T

T

Bathroom Devimat 150w/m² Electric
Underfloor Controlled by Devireg
Touch Controller with floor temp
sensor by Electrical Contractor.

Intruder Alarm LCD Keypanel -
Polished Nickel Finish

 Bathroom Extract Fan 3Pole Switch
Linked with Demister & Controlled
by Local Ceiling PIR Motion
Detector

K

R
AD

 2

RA
D 

2

R
AD

 4

RAD 4

R
AD

 4

FCU serving 
Gas Fire

Mirror Demister Flex 
Outlet Served from 
FCU outside Bathroom 
Linked with Local 
Lighting Circuit

Night Time Motion Detector

BEDROOM
2.02

BATHROOM
2.01

LANDING & 
STAIRCASE
2.04

LOBBY
2.03

STUDY
2.05

HALF LANDING
2.06

1:100 2nd Floor Plan

Elevation A

El
ev

at
io

n 
B

El
ev

at
io

n  
C Elevation D

El
ev

at
io

n 
E

LED strip 
uplighting from 
top of bookcase

Rev A key plan amended




	SK55A Proposed GF Elevations Kitchen
	Sk55 [Proposed GF Elevations - Kitchen]
	Viewport-14
	Viewport-306
	Viewport-307
	Viewport-308
	Viewport-309
	Viewport-310
	Viewport-366


	Sk54A Proposed GF Elevations - Entrance Hall
	Sk54 [Proposed GF Elevations - Entrance Hall]
	Viewport-290
	Viewport-293
	Viewport-294
	Viewport-295
	Viewport-296
	Viewport-298
	Viewport-299
	Viewport-302
	Viewport-305


	SK48A Proposed FF Elevations Drawing Room
	Sk48 [Proposed FF Elevations - Drawing Room]
	Viewport-91
	Viewport-92
	Viewport-93
	Viewport-94
	Viewport-95
	Viewport-99
	Viewport-100
	Viewport-101
	Viewport-102


	SK49A Proposed FF Elevations Sitting Room
	Sk49 [Proposed FF Elevations - Sitting Room]
	Viewport-125
	Viewport-129
	Viewport-130
	Viewport-131
	Viewport-133
	Viewport-137
	Viewport-138
	Viewport-139
	Viewport-312


	SK56 Proposed SF Elevations Bedroom
	Sk51 Proposed SF Elevations - Study
	SK57 Proposed TF Elevations Bedroom
	SK53 Proposed TF Elevations Study
	SK59A Proposed TF Elevations Utility Room
	Sk59 [Proposed TF Elevations - Utility Room]
	Viewport-468
	Viewport-473
	Viewport-509
	Viewport-510
	Viewport-512
	Viewport-513
	Viewport-514
	Viewport-474
	Viewport-372


	SK62A Proposed GF FF SF Elevations Stair & Landings
	Sk62 [Proposed GF FF SF Elevations - Stair & Landings]
	Viewport-453
	Viewport-464
	Viewport-442
	Viewport-443
	Viewport-444
	Viewport-445
	Viewport-446
	Viewport-456
	Viewport-457
	Viewport-458
	Viewport-459
	Viewport-460
	Viewport-461
	Viewport-462
	Viewport-463


	Sk89 Proposed Electrical Floor Box Detail

