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Whittington House
Ground Floor
SCHEDULE OF NEW ROOF MOUNTED PLANT ITENS G Research
REF | IEMS MODEL SIZE WxDxH WEIGHT (Kg)
1 GROUND FLOOR AC SYSTEM 2 | DAKIN REYQ 18T 1240x765x1685 | 337 Proposed Combined Services
2 LEVEL 1 NORTH DAKIN REYQ 20T 1240x765x1685 | 337 At Roof Level
3 GROUND FLOOR AC SYSTEM | | DAKIN REYQ 16T 1240x765x1685 | 305
4 GROUND FLOOR AC SYSTEM | | DAKIN REYQ 16T 1240x765x1685 | 305
5 GROUND FLOOR AC SYSTEM 2 | DAKIN REYQ 12T 930x76541685 | 218
6 GROUND FLOOR COMMS DAKIN RZQG 100L 9V1 940x320x1430 | 102 4168 1:50 @ A0 | M403
7 GROUND FLOOR COMMS DAKIN RZQG 100L 9V1 940x320x1430 | 102
8 GROUND FLOOR AHU 3 TOSHIBA RAV SM22 44ATB | 900x320x1540 | 134 TQ _ DT | June 2018 P7
9 GROUND FLOOR AHU 3 TOSHIBA RAV SM22 44ATB | 900x320x1540 | 134
10 | GROUND FLOOR AHU 1 TOSHIBA RAV SM22 44ATB | 900x320x1540 | 134
1 LEVEL 1 SOUTH DAKIN REYQ 18T 1240x765x1685 | 337 )
12| LEVEL 1 SOUTH DAKIN REYQ 8T 930x76541685 | 210 .
13| LEVEL 1 SOUTH DAKIN REYQ 12T 930x765¢1685 | 218 <®Oﬁo—) 18¢
14| LEVEL 1 COMMS DAKIN RZQG 100L 9V1 940x320x1430 | 102 m
15 | LEVEL 1 COMMS DAKIN RZQG 100L 9V1 940x320x1430 | 102 “ Qszmh_;_.“ _zwwmx”\_ommw._n,ﬁ_wc“;_AHE
16 | GROUND FLOOR AHU 2 TOSHIBA RAV SM22 44ATB | 900x320x1540 | 134 u T bt e co




