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Use Designation Plans: Drawing Series (92)900
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1. Glazed roof lights over lightwells constructed with steel portal
frame and with inset glazing

2. Outward opening AOVs for smoke ventilation integrated into
rooflights

3. Upstand created on new roof construction to receive new
rooflight

4. Existing windows to be retained and refurbished. Secondary
glazing to be installed internally in specific locations at second
and third for acoustic separation.

5. Secondary glazing to be installed at basement to achieve a
60min FR.

6. Doors to be replaced with new 60min FR doors with automatic
openings for smoke ventilation.

7. Removal of redundant services and repair and cleaning of
glazed brick façade

8. Number not used
9. AOVs to be integrated to side of rooflights
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REVISION - New steel columns on
new foundations supporting steel
beams to form roof structure
beneath ASHP units

REVISION - New steel columns on
new foundations supporting steel
beams to form roof structure
beneath ASHP units

REVISION - Rendered brick piers
and rendered panels rebuilt to
match existing. Existing windows
reinserted into new façade


