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Aluminum infill section to match 

door frame finish. By door installer

Lockable pivot glass screen
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Fixed glass panel

Automatic sliding door and fanlight

Metal doorset Type E

see Spec 45-25-28/344

Glass pocket screen on pivot and lock 

to allow for maintenance access to the 

sliding door.

Concrete slab

30

60

20

6

FFL

Grille for air curtain -

refer to MEP proposals

Air curtain - refer to MEP 

proposals

Acoustic baffles - refer to 

27 series

Structural support 

see SE drawings

Type E

Internal - Sliding lobby door to main entrance

Notes

1. Refer to 83 series for general notes
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ITALIAN HOSPITAL

Internal Glazed Sliding Door Type E

1615-ST-Q1-DR-A-5356

DETAILS: DOORS + GLAZING

CONSTR.

1615-ST-Q1-XX-DR-A-5356
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Type E Elevations2
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