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Drawings to be read in conjunction with:

Use Designation Plans: Drawing Series (92)900
Conservation Strategy Report CTH-PUR-MP-00-SP-A-00005
Window Strategy Report CTH-PUR-XX-XX-RP-A-00012
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DRAWING STATUS

Notes:

Drawings are based on survey data and may not accurately represent what
is physically present.

All dimensions are to be verified on site before proceeding with the work.

All dimensions are in millimeters unless noted otherwise.

Purcell shall be notified in writing of any discrepancies.
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1. New 60min Fire rated wall and door inserted to enclose
external corridor.

2. Services ductwork to run within lightwell from basement to
other floors and roof level

3. Access stair to be inserted into lightwell for access and
maintenance of ductwork

4. Access platform to be inserted into lightwell for access and
maintenance of ductwork

5. Louvre inserted into existing window opening for fresh air
intake

6. Doors to be replaced with new 60min FR doors with automatic
openings for smoke ventilation

7. Removal of redundant services and repair and cleaning of
glazed brick façade

8. Existing windows to be retained and refurbished with
obscured glazing. Secondary glazing to be installed internally
to achieve a 60min FR.
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