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PLANNING APPLICATION

   09.01.21 

C

LONDON BOROUGH OF

CAMDEN

ST SILAS ESTATE HEATING

SYSTEM INSTALLATION

CONTRACT. LONDON NW5

DrawnRev Date Description

C 13.01.21 RDA
First application issue.

ENCASEMENT:

2mm THICK PPC ALUMINIUM PIPE BOXING &

ANGLE FRAMEWORK.

RAL COLOUR TBA.

VALVE ACCESS HATCHES SQUARE, FACE FIXED

2mm THICK PPC ALUMINIUM COVER PLATE WITH

CORNER FIXINGS TO ALLOW FUTURE ACCESS.

ALL SHARP EDGES TO BE REMOVED.

   i1237/M/DET/SF9/18 

   1:200@A0 

SOUTHFLEET BLOCK 9

PLANNING APPLICATION NEW

PLAN LAYOUT DRAWING

MAIN RISER TO ROOF WITHIN

ENCLOSURE. LOW LEVEL

REMOVABLE PANEL TO ACCESS

ISOLATION VALVES & HEAT METER.

MAIN RISER ENCLOSURE TO

ABOVE.

BRANCH ENCLOSURE TO 1st FLOOR

BALCONY. REMOVABLE PANEL IN

ENCLOSURE TO ACCESS BRANCH

ISOLATION VALVES. EXISTING

BULKHEAD LIGHT FITTING TO BE

REPOSITIONED.

SCALE BAR 1:200

100 20 30 405

THIS DRAWING IS TO BE READ IN CONJUNCTION WITH

PLANNING APPLICATION EXISTING ELEVATION DRAWING

i1237/M/DET/SF9/ 16 & 17.

NEW LAYOUT AND DETAILS DRAWING i1237/M/DET/SF9

19 & 20.

FURTHER REFERENCE IS TO BE MADE TO PRE-PLANNING

DRAWING i1237/M/DET/SF9/1 AND ASSOCIATED DETAIL

DRAWINGS VIEWS 'A' TO 'N' INCLUSIVE.

ELEVATION 1 ELEVATION 2

RELOCATE LIGHT

FITTING.

CONTAINMENT FOR HEATING.

MAIN RISER PIPEWORK & MBUS

CONTAINMENT RISE FROM BELOW

GROUND WITHIN ENCLOSURE.

CONTAINMENT FOR BOOSTED CWS.

CWS PIPEWORK LEAVES

SUB-PLANTROOM TO BELOW GROUND.

ENCLOSURE TRANSITION AT HL

FROM BALCONY ABOVE.

BRANCH ENCLOSURE TO FLATS

WITH ACCESS PANEL.

ENCLOSURE TRANSITION AT HL

FROM BALCONY ABOVE.

BRANCH ENCLOSURE TO FLATS

WITH ACCESS PANEL.

RELOCATE LIGHT FITTING.

RELOCATE

LIGHTS

CLOSER TO

FLATS.

VERTICAL ENCLOSURE AT

FRONT OF BALCONY

DROP TO LOW LEVEL

ADJACENT COLUMN.

HIGH LEVEL COMMON

BRANCH ENCLOSURE WITH

REMOVABLE PANEL TO

ACCESS ISOLATION

VALVES TO BOTH FLATS.

RELOCATE

LIGHTS

CLOSER TO

FLATS.

HIGH LEVEL COMMON

BRANCH ENCLOSURE WITH

REMOVABLE PANEL TO

ACCESS ISOLATION

VALVES TO BOTH FLATS.

VERTICAL ENCLOSURE AT

FRONT OF BALCONY

DROP TO LOW LEVEL

ADJACENT COLUMN.

VERTICAL ENCLOSURE AT

FRONT OF BALCONY

DROP TO LOW LEVEL

ADJACENT COLUMN.

RELOCATE

LIGHTS

CLOSER TO

FLATS.

VERTICAL ENCLOSURE AT

FRONT OF BALCONY

DROP TO LOW LEVEL

ADJACENT COLUMN.

HIGH LEVEL COMMON

BRANCH ENCLOSURE WITH

REMOVABLE PANEL TO

ACCESS ISOLATION

VALVES TO BOTH FLATS.

RELOCATE

LIGHTS

CLOSER TO

FLATS.

VERTICAL ENCLOSURE AT

FRONT OF BALCONY

DROP TO LOW LEVEL

ADJACENT COLUMN.

HIGH LEVEL COMMON

BRANCH ENCLOSURE WITH

REMOVABLE PANEL TO

ACCESS ISOLATION

VALVES TO BOTH FLATS.

RELOCATE

LIGHTS

CLOSER TO

FLATS.

HIGH LEVEL COMMON

BRANCH ENCLOSURE WITH

REMOVABLE PANEL TO

ACCESS ISOLATION

VALVES TO BOTH FLATS.

RELOCATE

LIGHTS

CLOSER TO

FLATS.

VERTICAL ENCLOSURE AT

FRONT OF BALCONY

DROP TO LOW LEVEL

ADJACENT COLUMN.

RELOCATE

LIGHT

CLOSER TO

FLAT.

HIGH LEVEL COMMON BRANCH

ENCLOSURE WITH REMOVABLE PANEL

TO ACCESS ISOLATION VALVES TO

BOTH FLATS.

RISER ENCLOSURE WITH PIPEWORK & MBUS

CONTAINMENT DROP FROM ABOVE TO PASS

BELOW STRUCTURAL BEAM. RELOCATE

EXISTING BULKHEAD LIGHT FITTING.

RISER ENCLOSURE WITH PIPEWORK &

MBUS CONTAINMENT DROP FROM ABOVE

TO PASS BELOW STRUCTURAL BEAM.

HIGH LEVEL BRANCH ENCLOSURE

WITH REMOVABLE PANEL TO ACCESS

ISOLATION VALVES TO FLAT.

RELOCATE LIGHT CLOSER TO FLAT.

RISER ENCLOSURE WITH PIPEWORK &

MBUS CONTAINMENT DROP FROM

HIGH LEVEL.

ENCLOSURE TRANSITION AT HIGH LEVEL

WITH HORIZONTAL HIGH LEVEL BRANCH AND

BRANCH DROP TO LOWER LEVEL.

HIGH LEVEL BRANCH ENCLOSURE

WITH REMOVABLE PANEL TO ACCESS

ISOLATION VALVES TO FLATS.

HIGH LEVEL BRANCH ENCLOSURE

WITH REMOVABLE PANEL TO ACCESS

ISOLATION VALVES TO FLATS.

EXISTING WALL MOUNTED LIGHTING

& POWER CABINET.

RISER ENCLOSURE

WITH PIPEWORK &

MBUS CONTAINMENT

TO PASS BELOW

STRUCTURAL BEAM.

PIPEWORK AND MBUS CONTAINMENT DROP

FROM LOWER ROOF ABOVE. ENCLOSURE

TRANSITION AT HIGH LEVEL WITH

HORIZONTAL HIGH LEVEL BRANCH AND

BRANCH DROP TO BELOW.

PIPEWORK & MBUS CABLE TO ENTER FLAT AT

HIGH LEVEL. REMOVABLE PANEL TO ACCESS

ISOLATION VALVES.

PIPEWORK AND MBUS CONTAINMENT

BRANCH TO ABOVE. ENCLOSURE TRANSITION

AT HIGH LEVEL.

PIPEWORK & MBUS CABLE AT LOW LEVEL ON

OPEN BALCONY TO ENTER FLAT. ISOLATION

VALVES PROVIDED FOR EMERGENCY USE.

HIGH LEVEL ENCLOSURE TO

UNDERSIDE OF BALCONY

WITH REMOVABLE PANEL TO

ACCESS ISOLATION VALVES

TO BOTH FLATS.

HIGH LEVEL ENCLOSURE TO

UNDERSIDE OF BALCONY

WITH REMOVABLE PANEL TO

ACCESS ISOLATION VALVES

TO BOTH FLATS.

HIGH LEVEL ENCLOSURE TO

UNDERSIDE OF BALCONY

WITH REMOVABLE PANEL TO

ACCESS ISOLATION VALVES

TO BOTH FLATS.

HIGH LEVEL ENCLOSURE TO

UNDERSIDE OF BALCONY

WITH REMOVABLE PANEL TO

ACCESS ISOLATION VALVES

TO BOTH FLATS.

HIGH LEVEL ENCLOSURE TO

UNDERSIDE OF BALCONY

WITH REMOVABLE PANEL TO

ACCESS ISOLATION VALVES

TO BOTH FLATS.

PIPEWORK AND MBUS CONTAINMENT

FROM BELOW TO HIGH LEVEL WITHIN

COLUMN RECESS.

HIGH LEVEL  ENCLOSURE

WITH PIPEWORK & MBUS

CONTAINMENT TO PASS

BELOW STRUCTURAL BEAM.

HIGH LEVEL ENCLOSURE WITH

PIPEWORK & MBUS CONTAINMENT

TO RISE ON FACE OF BRICKWORK.

HIGH LEVEL BRANCH ENCLOSURE

WITH REMOVABLE PANEL TO ACCESS

ISOLATION VALVES TO FLAT.

HIGH LEVEL ENCLOSURE WITH

PIPEWORK & MBUS CONTAINMENT

TO TERMINATE AT LOWER ROOF

LEVEL PARAPET WALL.

RISER & MBUS CABLES FROM

LOWER ROOF LEVEL TO RISE

OVER EXISTING PARAPET.

MAIN PIPEWORK & MBUS

CONTAINMENT SUPPORTED ON

INSIDE FACE OF PARAPET WALL.

PIPEWORK PROTECTED WITH PIB

WEATHERING.

NEW PIPEWORK FROM ROOF TO

DROP TO LOW LEVEL ON OPEN

BALCONY. PIPES PROTECTED

WITH RUBBER COVERING.

LOW LEVEL PIPES TO DROP

THROUGH BALCONY TO HIGH

LEVEL BELOW.

NEW PIPEWORK FROM ROOF TO

DROP TO LOW LEVEL ON OPEN

BALCONY. PIPES PROTECTED

WITH RUBBER COVERING.

LOW LEVEL PIPES TO DROP

THROUGH BALCONY TO HIGH

LEVEL BELOW.

NEW PIPEWORK FROM ROOF TO

DROP TO LOW LEVEL ON OPEN

BALCONY. PIPES PROTECTED

WITH RUBBER COVERING.

LOW LEVEL PIPES TO DROP

THROUGH BALCONY TO HIGH

LEVEL BELOW.

NEW PIPEWORK FROM ROOF TO

DROP TO LOW LEVEL ON OPEN

BALCONY. PIPES PROTECTED

WITH RUBBER COVERING.

LOW LEVEL PIPES TO DROP

THROUGH BALCONY TO HIGH

LEVEL BELOW.

NEW PIPEWORK FROM ROOF TO

DROP TO LOW LEVEL ON OPEN

BALCONY. PIPES PROTECTED

WITH RUBBER COVERING.

LOW LEVEL PIPES TO DROP

THROUGH BALCONY TO HIGH

LEVEL BELOW.

PIPEWORK & MBUS CABLE AT LOW LEVEL ON

OPEN BALCONY TO ENTER FLAT. ISOLATION

VALVES PROVIDED FOR EMERGENCY USE.

PIPEWORK PROTECTED WITH PIB

WEATHERING.

HIGH LEVEL ENCLOSURE WITH PIPEWORK

& MBUS CONTAINMENT BRANCH FROM

MAIN RISER ENCLOSURE TO SOUTHFLEET

BLOCK 5.

DRAWING i1237/M/DET/SF5/27

HIGH LEVEL BRANCH ENCLOSURE

WITH REMOVABLE PANEL TO ACCESS

ISOLATION VALVES TO FLATS.

COMMON BRANCH PIPEWORK

TO OPEN BALCONY. PIPES

PROTECTED WITH RUBBER

COVERING.

NEW PIPEWORK FROM ROOF TO

PASS OVER LOW PARAPET &

DROP TO LOW LEVEL ON OPEN

BALCONY. PIPES PROTECTED

WITH RUBBER COVERING.

COMMON BRANCH PIPEWORK

TO OPEN BALCONY. PIPES

PROTECTED WITH RUBBER

COVERING.

NEW PIPEWORK FROM ROOF TO

PASS OVER LOW PARAPET &

DROP TO LOW LEVEL ON OPEN

BALCONY. PIPES PROTECTED

WITH RUBBER COVERING.

COMMON BRANCH PIPEWORK

TO OPEN BALCONY. PIPES

PROTECTED WITH RUBBER

COVERING.

NEW PIPEWORK FROM ROOF TO

PASS OVER LOW PARAPET &

DROP TO LOW LEVEL ON OPEN

BALCONY. PIPES PROTECTED

WITH RUBBER COVERING.

COMMON BRANCH PIPEWORK

TO OPEN BALCONY. PIPES

PROTECTED WITH RUBBER

COVERING.

NEW PIPEWORK FROM ROOF TO

PASS OVER LOW PARAPET &

DROP TO LOW LEVEL ON OPEN

BALCONY. PIPES PROTECTED

WITH RUBBER COVERING.

COMMON BRANCH PIPEWORK

TO OPEN BALCONY. PIPES

PROTECTED WITH RUBBER

COVERING.

NEW PIPEWORK FROM ROOF TO

PASS OVER LOW PARAPET &

DROP TO LOW LEVEL ON OPEN

BALCONY. PIPES PROTECTED

WITH RUBBER COVERING.

COMMON BRANCH PIPEWORK

TO OPEN BALCONY. PIPES

PROTECTED WITH RUBBER

COVERING.

MAIN PIPEWORK & MBUS

CONTAINMENT. PIPEWORK PROTECTED

WITH PIB WEATHERING AND

SUPPORTED ON BIGFOOT FRAMES.

NEW PIPEWORK & MBUS CABLE

CONTAINMENT FROM UPPER ROOF LEVEL

TO DROP TO LOWER ROOF LEVEL. PIPES

PROTECTED WITH RUBBER COVERING.

NEW PIPEWORK & MBUS CABLE

CONTAINMENT TO DROP THROUGH

LOWER ROOF TO BELOW.
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