
Mitsubishi FDC155KXZEN1 Heat Pump 6.5 HP
57 dBA In Open Sided Acoustic Enclosure

Existing "Trellice Work" Parapet

4th FLOOR PLAN

Existing "Trellice Work" Parapet
Removeable 3 Side Enclosure. Top, End And
Front Panels To Be 50 mm Thick, Powder Coated
Galvanised Steel Filled With Mineral Wool Of
Density Not less Than 48 kg/m3. Enclosure To Be
Securely Fixed And Sealed To Wall.
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