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Kings Cross S3
SERVICES DATUM LEVELS

ALL SERVICES ABOVE DATUM DENOTED THUS:-

XXXX   DISTANCE IN mm TO U/S OF RECTANGULAR & 

FLAT OVAL DUCTS, ELECTRICAL BUSBARS, CABLE 

LADDERS, TRAYS, TRUNKING, & CENTRE LINE OF CIRC 

DUCTS & PIPEWORK. LEVELS PREFIXED I.L INDICATES 

INVERT LEVEL OF SOIL, GRAVITY RAINWATER & 

CONDENSATE PIPE ABOVE DATUM LEVEL.

LEVELS PREFIXED T.O.P INDICATES LEVEL TO TOP OF 

PIPE FOR SIPHONIC RAINWATER ABOVE DATUM

ALL BUIDERSWORK HOLES ARE LEVELLED FROM THE 

DATUM LEVEL TO THE UNDERSIDE OF RECTANGULAR & 

FLAT OVAL HOLES AND TO THE CENTRELINE OF 

CIRCULAR HOLES.

NOTES:
1. THIS DRAWING IS TO BE READ IN

CONJUNCTION WITH THE ARCHITECTS AND
STRUCTURAL ENGINEERS DRAWINGS AND
WITH THE PROJECTS SCHEDULES AND
SPECIFICATIONS.

2. FOR DETAILS OF RCP LAYOUTS REFER TO 
ARCHITECTS LAYOUTS

3.   MATCHLINES ARE INDICATED THUS:-

4. BMS CONTROL CABLING TO BE MAINS 
RATED/SCREENEDAND SUITABLE TO BE RUN ON 
THE LV CONTAINMENT ALONGSIDE THE CABLING 
FOR THE POWER & LIGHTING CIRCUITRY. THE 
POWER & LIGHTING CABLING WILL BE A SOFT SKIN 
MODULAR CABLE ONLY.  

As indicated @ A0

Lighting Layout Ground Floor

A.A

M.R

01/11/21 5040 D4

KXC- 001-E-

C02

CONSTRUCTION

KXC- 001-E- SE5040-63-1GF

Services Engineering
London Region

Environmental Services
3D Visualisation
Building Information Modelling

32nd Floor Citypoint
1 Ropemaker St
London, EC2Y 9AW

T 020 7374 3600
W www.bam.co.uk
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Stair 01 Elevation - Ground - First Floor
2

NOTE 1:
THE TOILET IR SENSOR SPUR WILL BE MOUNTED BESIDE IR SPUR
AND WILL BE WIRED WITH A DALI PAIR FROM THE LIGHTING CONTROL 
SYSTEM. BESIDE THE SPUR WILL BE MOUNTED A SUITABLE 
ENCLOSURE WITH THE CONTROL RELAY FOR THE CONTROL OF THE 
VALVE SWITCHING WHICH IS RECEIVED FROM THE PD IN THE MALE & 
FEMALE TOILET BLOCK. THE PD IN EACH TOILET BLOCK WILL ALSO 
ACTIVATE THE TOILET BLOCK LIGHTING.
THE LIGHT SWITCH IN THE CLEANERS CUPBOARD WILL ACTIVATE THE 
LIGHTING IN THE CUPBOARD. BOTH PD̀S WILL BE SET TO SWITCH 
OFF 20 MINUTES AFTER THE LAST MOVEMENT IN EITHER ROOM.
THIS WILL BE SET VIA THE LIGHTING CONTROL SYSTEM.

NOTE 2:
FOR FINAL SETTING OUT REFER TO ARCHITECTS SETTING OUT 
DRAWINGS.
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Stair 02 Elevation - Ground - First Floor
3

P01 MR AA 04/11/21 ISSUED FOR APPROVAL

C01 MW AA 18/11/21 ISSUED FOR CONSTRUCTION

C02 MW AA 22/12/21 ISSUED FOR CONSTRUCTION
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