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1. This drawing is based upon Survey drawing provided by the Trust.
2. All levels refer to FFL levels
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The new extract and its exhaust
pipe running along the plant
room roof, placed close to the
existing group of pipes

The new AHU with
metal steps crossing
over the ductwork


