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60 Min Fire Compartment

FD30s

30 Min Fire Sub Compartment

Fire Hazard RoomFire / Smoke Door Designation

Fire Strategy Legend

Notes :1. Fire stop all services / penetrations passing through compartment walls & fire rated roomsetc. to fire rating indicated on fire strategy.2. Fire stop all services / penetrations passing through horizontal compartment ie. existing

floor & ceiling slab to maintain required one & a half hours fire rating (90 minutes).3. Fire fighting equipment by others.4. Fire break of at least 1000mm required between compartments or sub-compartments.5. Location and integrity of existing compartments to be surveyed / confirmed.

6. This drawing is to be read in conjunction with all other contract documents and the firesafety compliance report.7. Fire consultants to confirm that compartments adjacent to those with scope are fit forpurpose as compartments as described in NHS Estates document "Fire Code" and otherrelevant standards. Location and integrity of existing compartment walls and floors to beconfirmed by fire consultant.

8. All fire rated walls within scope are to be surveyed by the Contractor and made good toachieve the required rating where discovered to be deficient. All fired rated walls to be builtup to underside of the concrete slab and services passing through fire rated walls or floorsfire stopped according to specification.9. Awaiting fire strategy confirmation by Fire Consultant.

Automatic opening smoke vent doors activated by fire alarm system

!CDMXCDM risk. Please refer to relevant section of CDM Design Audit Review

Fire escape route

120 Min Fire Compartment90 Min Fire Sub Compartment

!CDMX
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        Lifecycle works        New Blockwork wall ( F10/255 )        Existing walls        BWIC hole

        CDM risk. Please refer to relevant section of CDM Design Audit Review
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Legend :        Out of Scope        Lifecycle works

        Suspended Ceiling ( K40/..... )        Plasterboard Ceiling ( K10/.... )        Finished Ceiling height        CDM risk. Please refer to relevant section of CDM Design Audit Reviewxxxx
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W - WallsF - Floors

S - SkirtingsC - Ceilings

Finishes Legend,  SpecificationReferences & Works Notes

Walls1.Painted Diamond eggshell                                    M60/115

2.Hygienic cladding, Whiterock                                    K13/145Floors1.Vinyl                                    M50/1502.Vinyl - to wet room floor                                    M50/155Skirtings

1.Coved Vinyl                                    M50/7702.Coved to hygienic cladding                                              M50/775Ceiling1.600x600 suspended ceiling tiles - Bioguard                                   K40/115

2.Suspended ceiling & painted pboard border                                   K40/115,                                                                                                                    K10/2153.Plasterboard MF ceiling                                   K10/215

·This drawing is based upon Survey drawing ...............·All levels refer to FFL levels

·This drawing is to be read in conjunction with the following - NBS specificationsand GA plans.·For details of retained floor finishes see demolitions plan (all unhatched areas areretained).·For details of retained floor finishes see demolitions plan (all unhatched areas areretained).·Where existing vinyl is retained for re-use the whole area is to be protectedthroughout the works, re-adhered as necessary with patching undertaken where

doors removed or partitions modified or added. New skirtings to be inserted asnecessary and existing skirtings re-adhered if loose or delaminated.·For details of retained ceilings see reflected ceiling plans.·Existing plasterboard ceilings to be retained to be made good and prepared forredecoration.·Other retained suspended ceilings to be repaired as necessary.·All existing radiators and pipework to be prepared and redecorated.

·All existing woodwork to glazed screens, door frames, cills and other joinery to berubbed down, filled and redecorated.

Remove existing Floor Finishes and / or Ceiling

existing partitions / doors to be demolishedExisting stud partitions / masonary walls to be retained

Notes :1.This drawing is based upon Survey drawing ...............2.All levels refer to FFL levels

3.This drawing is to be read in conjunction with the following - NBS C20 specification,Contractors hoarding plans, GA Plans,  Str Eng drawings and M&E drawings4. Stripping-out to consist of internal partitions, glazed screens, doors  & any specialistequipment etc.5. Asbestos schedules & M&E drawings to be referred to ensure strip-out and

demolition takes into account full extent of removal & areas affected. Refer to CDMDesign Audit Review section 5.6. Junction of demolished partitions to external envelope to be made good, allow forremoving any remaining areas of existing plaster in poor condition & replastering.  Allother walls, windows & columns to be left intact & building to be maintained aswatertight.  All floor slab & roof to be left undisturbed.  Allow for existing redundant

plaster to be removed off columns.7. All services to be tested & isolated to allow occupied areas to be maintainedthroughout works.8. All existing areas of solid ceilings, suspended ceilings, & down stands to beremoved including hangers, fixings, light fittings & associated conduits, see M&E

drawings for details.9. All floor finishes including vinyl, carpet etc. to be removed back to concrete screed.Existing areas of terrazzo flooring to be removed entirely or coved skirtings grounddown & terrazzo flooring treated to permit new floor finishes to be laid above. floorrodding eyes to be retained.

10. All internal fittings to be removed other than those indicated as retained.11. Where sanitary fittings are to be removed, drainage pipework to cut & sealed orremoved - refer to M&E drawings for details.12. All rainwater pipework to be left intact throughout.

13. All hot, cold & heating pipework to be isolated & removed or relocated inaccordance with M&E drawings & details.14. Smoke detection, temporary lighting etc. All to be provided in accordance withM&E drawings and fire safety compliance report.15. Existing pipework to be retained as per M&E drawings & care to be taken whendemolishing ducts.

16. Allow for removal of any redundant vents etc.. in external envelope & for removalof anyredundant items on maintenance access balcony.17. Small debris to be removed from site in sealed bags. Sealed bags can be placed inWheelie bins. Sealed bags to be placed in covered skips.

18. Intake of dust through external ventilation grilles is to be avoided.Legend

Notes :

Main Hoarding LineSub Hoarding Line

6.General hoarding access, for works, to be developed by contractor and agreed withArchitect.

1.This drawing is based upon Survey drawing ...............2.All levels refer to FFL levels

3.This drawing is to be read in conjunction with the following - Proposed Demolitionplans, GA Plans,  Str Eng drawings and M&E drawings4.All hoardings will be smoke tested by Trust Infection Control to establishairtightness. Hoarding to be full height to structural soffit and fully sealed at all jointsand junctions with surrounding structure.

Hoardings to be acoustic and have dust lobby.5.Hoarding to main site constructed to give 1hr fire separation to escape corridor.

!CDMXCDM risk. Please refer to relevant section of CDM Design Audit Review

!CDMXCDM risk. Please refer to relevant section of CDMDesign Audit Review

Legend
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CDM risk. Please refer to relevant section of CDM Design Audit ReviewOut of Scope

 Legend: 1. Fire rating identification disc. 2. 'Fire Door Keep Closed', 50mm disc, acrylic. 3. 'Fire Door Keep Locked', 50mm disc, acrylic. 4. WC symbol, male , female, disabled.

 5. Lever or push / pull handles. 6. Deadlock 7. Push plates / pull handles. 8. Hinges. 9. Vision panel.10. Kick plate.VM* - Vistamatic vision panels operable from inside and outside

General specification:Doors to be Humphrey and Stretton.Glazing to vision panels to be 6.5mm laminated glassor 10mm pyrodur to fd30 doors & 13.5mm to fd60 doors - refer to specification sectionL20 for full details.

High and low level protection sheets. See NBS Spec P20/.....Corner protection rail. See NBS Spec P20/.....

CCTVD Digital Lock

GGC Access DoorSwipe Card ReaderRelease ButtonPSWPB

Legend :

New Security ItemColoured Red

Panic Alarm - Wall MountedPAWM

PAUDPANB

Panic Alarm - Under Bench / Desk

Panic Alarm - On Nurse Base

*

Doors to open outwards. Interfaced with fire alarm (red button)

Legend :

18mm ply 1200mm high @ 100mm from FFL

18mm ply 2600mm high @100mm from FFL18mm ply 2300mm high @ 100mm from FFL

18mm ply 1200mm high @ 600mm from FFL
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        Out of Scope

        Lifecycle works        New Blockwork wall ( F10/255 )        Existing walls        CDM risk. Please refer to relevant section of CDM

        Design Audit Review

DOORSCREEN

RF SHIELDING REQUIREMENTS:NOTE:  THIS DRAWING IS BASED ON ANDTO BE READ IN CONJUNCTION WITH THEMRI SAFETY OFFICERS REPORT & RFSHIELDING QUOTE & PROPOSALS.RF  SHIELDING REQUIRED TO WALLS,FLOOR, CEILING AND SCREENS IN MRI -TO SPECIALIST DESIGN.REFER TO MRI SAFETY OFFICERS

REPORT AND RF SHIELDING QUOTE &PROPOSALS & SPECIFICATION FOREXACT DETAILS.MRI SHIELDED DOORMRI SHIELDED WINDOW

LEGEND

Shielding Strategy Legend2.24mm (Code 5) Shielded penetration at 45°.

Illuminated radiation warning lights. Existing to be retained.2.1mm at 150 KvpLead equivalent glass.

Existing shielding to be investigated and brought up to 2.24mm (Code 5) as required.2.24mm (Code 5) Lead Sheet.

2.24mm (Code 5) Lead sheet boxing to ductwork.NB:

1.Ductwork shielding extends on both sides of wall penatrations for a length equal to the is todiagaonal of the cross section of the duct and is installed to the underneath and sides of theduct.2.Penetrations through walls and floors are to be at 45° to the line of output from the scannerand lined with 2.24mm (Code 5) lead sheet. Boxing, also to code 5, may be required tounderside of structural soffit on larger penatrations.

LEAD SHIELDING REQUIREMENTS (CT, X-RAY & MAMMOGRAPHY ROOMS):

CODE 4: (1.80mm) LEAD. THE LEAD SHIELDING ISREQUIRED UP TO  HEIGHT OF 2m.

CODE 5: (2.24mm) LEAD, WHICH MUST EXTEND TOTHE LEVEL OF THE CONCRETE SLAB ABOVE.

DOORCODE 3LEAD LINED DOOR (CODE 3)

RF SHIELDING REQUIREMENTS (MRI ROOM):

* THIS DRAWING IS BASED ON AND TO BE READ INCONJUNCTION WITH THEMRI SAFETY OFFICERS REPORT, RF SHIELDING QUOTE AND PROPOSALS.

* THIS DRAWING IS BASED ON AND TO BE READ INCONJUNCTION WITH THE RADIOLOGICALPROTECTION OFFICERS SHIELDING REPORT.

RF SHIELDING REQUIRED TO WALLS , FLOOR,CEILING AND SCREENS IN MRI - TO SPECIALIST DESIGN.

MRI RF SHIELDED DOOR

MRI

SHIELDEDDOOR

LEAD SCREEN/WINDOW (AT LEAST 2mm OFLEAD EQUIVALENCE)LEADSHIELDEDSCREEN/WINDOW

NOTE:ALL WARNING LIGHTS MUST BE LOCATED NEXT TO DOORS AT EYE LEVEL.NO SHIELDING REQUIRED TO WALLS OR FLOORS UNLESS OTHERWISE STATED.REFER TO RADIATION PROTECTION ADVISORS SPECIFICATION FOR EXACT DETAILS.

WARNING LIGHT TYPE "A" - "CONTROLLED AREAX-RAYS - DO NOT ENTER"A

NOTE:REFER TO MRI SAFETY OFFICERS REPORT AND RF SHIELDINGQUOTE & PROPOSALS & SPECIFICATION FOR EXACT DETAILS.MRI RF SHIELDED WINDOWMRISHIELDEDWINDOW

DOORCODE 4LEAD LINED DOOR (CODE 4)

STEEL 'H' FRAME TO BE PROVIDED TO DOORS WHICH ARE LEAD LINED TO CODE 4 AND ABOVE.REFER TO STRUCTURAL ENGINEERS INFORMATION.SEMI AUTOMATIC DOOR CLOSER TO BE PROVIDED TO DOORS WHICH ARE LEAD LINED TOCODE 4 AND ABOVE.

CODE 3: (1.32mm) LEAD. THE LEAD SHIELDING ISREQUIRED UP TO  HEIGHT OF 2m.DOOR

CODE 5

LEAD LINED DOOR (CODE 5)

REAR WALL SHIELDING  APPROX 4000mm x 3500mm LOW CARBON HOT ROLLED IRON.FLOOR TOE SHIELDING  APPROX 4000mm x1000mm LOW CARBON HOT ROLLED IRON.

*BARRIERS AND WARNING SIGNS TO MRI ENTRANCE TBC

BWARNING LIGHT TYPE "B" - "CONTROLLED AREAX-RAYS "

LEGEND:

0.5 mT

AREAS WITHIN THE SCOPESTRUCTURAL GRID

DASHED LINE EITHER SIDE OFTHE STRUCTURAL GRIDINDICATES LINE OF BEAMSEXISTING WALLSPROPOSED WALLSEXISTING PEARS BUILDING

CONTRACTORS ACCOMMODATIONSUPPORT

MRI UNIT 0.5T GAUSS LINEMINIMUM CLEARANCESURROUNDING THE MRI UNIT

PROPOSED SUPPORT FOR PEARSBUILDING CONTRACTORSACCOMMODATION SUPPORT

!CDMX

Legend ( General ) :        Wall type tag ( Refer to K10 spec )        Out of Scope

        New Blockwork wall ( F10/255 )

A

0.5 mT MRI Unit 0.5T GAUSS lineMinimum clearance surrounding the MRI Unit

DOORCODE 3 LEADSHIELDEDSCREEN/WINDOW

WARNING LIGHT TYPE "A" - "CONTROLLED AREA X-RAYS - DO NOT ENTER"A

DOORCODE 4DOOR

CODE 5B WARNING LIGHT TYPE "B" - "CONTROLLED AREA X-RAYS "

Legend ( CT, X-Ray and Mammography rooms ) :

NOTE:

*This drawing is based on and to be read in conjunction with the RadiologicalProtection Officer's shielding report-All warning lights must be located next to doors at eye level.-No shielding required to walls or floors unless otherwise stated. Refer to Radiationprotection advisor's specification for exact details.-Steel H-frame to be provided to doors which are lead lined to Code 4 and above.refer to Structural Engineer's information.-Semi Automatic door closer to be provided to doors which are lead lined to Code 4

and above.

CODE 4: (1.80mm) lead. The shielding is required up to a height of 2m.

CODE 5: (2.24mm) lead, which must extend to the level of the concrete slab above.

CODE 3: (1.32mm) lead. The shielding is required up to a height of 2m.Lead lined door (CODE 3)Lead lined door (CODE 4)

Lead lined door (CODE 5)

Lead screen / window ( at least 2mm oflead equivalence )

Legend ( MRI Rooms ) :

MRISHIELDED

DOORMRISHIELDEDWINDOW *

RF Shielding required to walls, floor, ceiling and screens in MRI - To Specialistdesign.Rear wall shielding , approx 4000mm x 3500mm Low Carbon Hot Rolled IronFloor Toe shielding , approx 4000mm x 1000mm Low Carbon Hot Rolled IronMRI RF shielded door

Barriers and warning signs to MRI Entrance TBCMRI RF shielded windowNOTE:

*This drawing is based on and to be read in conjunction with the MRI SafetyOfficer's report, RF Shielding quote, proposals and specification for exact details.

        Existing walls        BWIC hole

        CDM risk. Please refer to relevant        section of CDM Design Audit Review

 Legend:

 1. Fire rating identification disc. 2. 'Fire Door Keep Closed', 50mm disc, acrylic. 3. 'Fire Door Keep Locked', 50mm disc, acrylic. 4. WC symbol, male , female, disabled. 5. Lever or push / pull handles. 6. Deadlock

 7. Push plates / pull handles. 8. Hinges. 9. Vision panel.10. Kick plate.General specification:

Doors to be Humphrey and Stretton.Glazing to vision panels to be 6.5mm laminated glassor 10mm pyrodur to fd30 doors & 13.5mm to fd60 doors - refer to specification sectionL20 for full details.
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Legend :

        Boundary line        Site line        Adjoining properties

        CDM risk. Please refer to relevant section of CDM Design Audit Review

Legend :        Boundary line        Site line        Adjoining properties

Legend :

        Boundary line        Site line        CDM risk. Please refer to relevant section of CDM Design Audit Review!CDMX

90 Min Fire Sub Compartment

FD30s 60 Min Fire CompartmentFire Hazard RoomFire / Smoke Door Designation

Fire Strategy Legend

Notes :

1. Fire stop all services / penetrations passing through compartment walls & fire ratedrooms etc. to fire rating indicated on fire strategy.2. Fire stop all services / penetrations passing through horizontal compartment ie. existingfloor & ceiling slab to maintain required one & a half hours fire rating (90 minutes).3. Fire fighting equipment by others.

4. Fire break of at least 1000mm required between compartments or sub-compartments.5. Location and integrity of existing compartments to be surveyed / confirmed.6. This drawing is to be read in conjunction with all other contract documents and the firesafety compliance report.

7. Fire consultants to confirm that compartments adjacent to those with scope are fit forpurpose as compartments as described in NHS Estates document "Fire Code" and otherrelevant standards. Location and integrity of existing compartment walls and floors to beconfirmed by fire consultant.8. All fire rated walls within scope are to be surveyed by the Contractor and made good toachieve the required rating where discovered to be deficient. All fired rated walls to be

built up to underside of the concrete slab and services passing through fire rated walls orfloors fire stopped according to specification.

Automatic opening smoke vent doors activated by fire alarm system

!CDMX CDM risk. Please refer to relevant section of CDM Design Audit ReviewFire escape route

120 Min Fire Compartment

!CDMX

Legend :

        Wall type tag ( Refer to K10 spec )        Out of Scope        Lifecycle works        New Blockwork wall ( F10/255 )

        Existing walls        BWIC hole        CDM risk. Please refer to relevant section of CDM Design Audit Review

A

Notes :

Main Hoarding LineSub Hoarding Line

6.General hoarding access, for works, to be developed by contractor and agreed withArchitect.

1.This drawing is based upon Survey drawing ...............

2.All levels refer to FFL levels3.This drawing is to be read in conjunction with the following - Proposed Demolitionplans, GA Plans,  Str Eng drawings and M&E drawings4.All hoardings will be smoke tested by Trust Infection Control to establishairtightness. Hoarding to be full height to structural soffit and fully sealed at all joints

and junctions with surrounding structure.Hoardings to be acoustic and have dust lobby.5.Hoarding to main site constructed to give 1hr fire separation to escape corridor.

!CDMXCDM risk. Please refer to relevant section of CDMDesign Audit Review

Legend

 Legend:

 1. Fire rating identification disc. 2. Door numbering to Trust requirements. 3. 'Fire Door Keep Locked', 50mm disc, acrylic. 4. WC symbol, male , female, disabled. 5. Lever or push / pull handles. 6. Deadlock 7. Push plates / pull handles. 8. Hinges.

 9. Vision panel.10. Kick plate.General specification:Doors to be Humphrey and Stretton.Glazing to vision panels to be 6.5mm laminated glassor 10mm pyrodur to fd30 doors & 13.5mm to fd60 doors - refer to specification section

L20 for full details.

CCTVDDigital LockGGC Access DoorSwipe Card Reader

Release Button

PSW

PB

Legend :

New Security ItemColoured Red Panic Alarm - Wall MountedPAWMPAUDPANBPanic Alarm - Under Bench / DeskPanic Alarm - On Nurse Base

*Doors to open outwards. Interfaced with fire alarm (red button)

Legend :

18mm ply 1200mm high @ 100mm from FFL

18mm ply 2600mm high @100mm from FFL18mm ply 2300mm high @ 100mm from FFL18mm ply 1200mm high @ 600mm from FFL

!CDMXCDM risk. Please refer to relevant section of CDMDesign Audit Review !CDMX

        Out of Scope        Lifecycle works        New Blockwork wall ( F10/255 )

        Existing walls        CDM risk. Please refer to relevant section of CDM        Design Audit Review
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Legend ( General ) :

        Wall type tag ( Refer to K10 spec )        Out of Scope        New Blockwork wall ( F10/255 )A

0.5 mT

MRI Unit 0.5T GAUSS lineMinimum clearance surrounding the MRI Unit

DOOR

CODE 3

LEAD

SHIELDEDSCREEN/WINDOWWARNING LIGHT TYPE "A" - "CONTROLLED AREA X-RAYS - DO NOT ENTER"ADOORCODE 4DOORCODE 5BWARNING LIGHT TYPE "B" - "CONTROLLED AREA X-RAYS "

Legend ( CT, X-Ray and Mammography rooms ) :

NOTE:*This drawing is based on and to be read in conjunction with the RadiologicalProtection Officer's shielding report-All warning lights must be located next to doors at eye level.-No shielding required to walls or floors unless otherwise stated. Refer to Radiation

protection advisor's specification for exact details.-Steel H-frame to be provided to doors which are lead lined to Code 4 and above.refer to Structural Engineer's information.-Semi Automatic door closer to be provided to doors which are lead lined to Code 4and above.

CODE 4: (1.80mm) lead. The shielding is required up to a height of 2m.CODE 5: (2.24mm) lead, which must extend to the level of the concrete slab above.CODE 3: (1.32mm) lead. The shielding is required up to a height of 2m.

Lead lined door (CODE 3)Lead lined door (CODE 4)Lead lined door (CODE 5) Lead screen / window ( at least 2mm oflead equivalence )

Legend ( MRI Rooms ) :

MRISHIELDEDDOORMRISHIELDEDWINDOW*

RF Shielding required to walls, floor, ceiling and screens in MRI - To Specialistdesign.Rear wall shielding , approx 4000mm x 3500mm Low Carbon Hot Rolled Iron

Floor Toe shielding , approx 4000mm x 1000mm Low Carbon Hot Rolled IronMRI RF shielded doorBarriers and warning signs to MRI Entrance TBCMRI RF shielded window

NOTE:*This drawing is based on and to be read in conjunction with the MRI SafetyOfficer's report, RF Shielding quote, proposals and specification for exact details.

        Existing walls        BWIC hole        CDM risk. Please refer to relevant        section of CDM Design Audit Review

30 Min Fire Sub Compartment

!CDMX

Legend :

        Out of Scope        Lifecycle works        Suspended Ceiling        Plasterboard Ceiling

        Finished Ceiling height        CDM risk. Please refer to relevant section of CDM Design Audit Reviewxxxx
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Legend :

        Boundary line        Out of Scope        Lifecycle works ( refreshment )

        CDM risk. Please refer to relevant section of CDM Design Audit Review

!CDMX

Legend :        CT Scope of Works        CT Ancillary Areas Reporting Area Works

        Out of Scope        CDM risk. Please refer to relevant section of CDM Design Audit Review

!CDMX

Legend :        MRI Scope of Works        MRI Scope of work Ancillary AreasMRI Scope of works Corridors

MRI Scope of works Injection Room & Consent Office        Out of Scope

        CDM risk. Please refer to relevant section of CDM Design Audit ReviewMRI Scope of Works (Treatment Room and Tech Room):·Replacement of finishes (flooring, ceiling & wall decoration)·Replacement of IPS vanity panels, sanitaryware, protections & doors

·Replacement of furniture and equipmentMRI Scope of works (Ancillary Areas):·Replacement of finishes (flooring, ceiling & wall decoration)·Replacement of IPS vanity panels, sanitaryware, protections & doors·Replacement of furniture and equipmentMRI Scope of works (Corridors):

·Replacement of finishes (flooring, wall decoration & protections)·Replacement of ceiling·New IPS-WHSMRI Scope of Injection Room & Consent Office:·Wall decoration

Legend :        Work Area

DENOTES LINE OF AREA LEAD SHIELDINGDOORLEAD LINED DOORSCREEN

  LEAD SCREEN / WINDOW

LEAD SHIELDING REQUIREMENTS TO CTs:NOTE:  THIS DRAWING IS BASED ON AND TO BEREAD IN CONJUNCTION WITH THERADIOLOGICAL PROTECTION OFFICERSSHIELDING REPORT.

CODE 5 LEAD TO ALL WALLS TAKEN TO 2.2MABOVE FFL.

WARNING LIGHT TYPE "A" - "CONTROLLED AREAX-RAYS - DO NOT ENTER"AWARNING LIGHT TYPE "B" - "CONTROLLED AREAX-RAYS"B

REFER TO MRI SAFETY OFFICERS REPORT &IMEDCO SHIELDING QUOTE & PROPOSALS &SPECIFICATION FOR EXACT DETAILS.DOORMRI SHIELDED DOOR

SCREENMRI SHIELDED WINDOW

RF  SHIELDING REQUIRED TO WALLS, FLOOR,CEILING AND SCREENS IN MRI - TO SPECIALISTDESIGN.

SHIELDING REQUIREMENTS MRI:NOTE:  THIS DRAWING IS BASED ON AND TO BEREAD IN CONJUNCTION WITH THE  MRI SAFETYOFFICERS REPORT & IMEDCO SHIELDING QUOTE

& PROPOSALS.

90 Min Fire Sub Compartment

FD30s 60 Min Fire CompartmentFire / Smoke Door Designation

Fire Strategy Legend

!CDMX CDM risk. Please refer to relevant section of CDM Design Audit Review

Fire escape route30 Min Fire Sub CompartmentFire Hazard Room

CT Scope of Works (Treatment, tech, injection room & IPS\UPS ):

·Replacement of finishes (flooring, ceiling & wall decoration)·Replacement of IPS panels, sanitaryware, protections & doors·Replacement of furniture and equipmentCT Scope of works (Corridor and ancillary areas):·Replacement of ceiling· Wall decoration and protectionsCT Scope of works (Reporting):

·Replacement of finishes (flooring, ceiling, door & wall decoration)·Replacements of acoustic screens·Replacement of bespoke furnitureCT Scope of works (Office GF/118):·Replacement of finishes (flooring, ceiling, door & wall decoration)·Replacement of furniture

       Flooring to be replaced into nearest weld joint

DENOTES LINE OF AREA LEAD SHIELDINGDOOR LEAD LINED DOORSCREEN

  LEAD SCREEN / WINDOW NOTE: RF AND MAGNETIC SHIELDING REQUIREDTO WALLS, FLOOR, CEILING AND SCREENS IN

MRI - TO SPECIALIST DESIGN.

LEAD SHIELDING REQUIREMENTS TO CTs:NOTE:  THIS DRAWING IS BASED ON AND TO BEREAD IN CONJUNCTION WITH THERADIOLOGICAL PROTECTION OFFICERSSHIELDING REPORT.

CODE 5 LEAD TO ALL WALLS TAKEN TO 2.2MABOVE FFL.CODE 5 LEAD TO ALL DOORS.ALL SCREENS TO BE CODE 5 LEAD EQUIVALENT.

WARNING LIGHT TYPE "A" - "CONTROLLED AREAX-RAYS - DO NOT ENTER"- REFER TO CAPITASYMONDS DRAWING FOR DETAILSAWARNING LIGHT TYPE "B" - "CONTROLLED AREAX-RAYS" - REFER TO CAPITA SYMONDS DRAWINGFOR DETAILSB

REFER TO MRI SAFETY OFFICERS REPORT &IMEDCO SHIELDING QUOTE & PROPOSALS &SPECIFICATION FOR EXACT DETAILS.DOORMRI SHIELDED DOOR

SCREENMRI SHIELDED WINDOW

RF  SHIELDING REQUIRED TO WALLS, FLOOR,CEILING AND SCREENS IN MRI - TO SPECIALISTDESIGN.

SHIELDING REQUIREMENTS MRI:NOTE:  THIS DRAWING IS BASED ON AND TO BEREAD IN CONJUNCTION WITH THE  MRI SAFETYOFFICERS REPORT & IMEDCO SHIELDING QUOTE

& PROPOSALS.

WARNING LIGHT TYPE "A" -TEXT TBC .  REFER TOCAPITA SYMONDS DRAWING FOR DETAILSAEXISTING WARNING LIGHT

*

Legend :        Royal Free Hospital Boundary Line

        Proposed Area of Works on roof over the 12th Floor

Notes :

Main Hoarding LineSub Hoarding Line

1.This drawing is based on A+B record drawings.2.All levels refer to FFL levels3.This drawing is to be read in conjunction with the following - Proposed Demolitionplans, GA Plans,  Str Eng drawings and M&E drawings

4.All hoardings will be smoke tested by Trust Infection Control to establishairtightness.5. Hoarding to be full height to structural soffit and fully sealed at all joints andjunctions with surrounding structure.6. Hoardings to be acoustic and have dust lobby.

7.Hoarding to main site constructed to give 1hr fire separation to escape corridor.8. All existing fire escapes to and from occupied areas to be maintained throughoutworks. Please refer to RFL logistics plan for full details.9. Contractors hoarding with access to enable site to be secured and allowing foremergency escape from site and from adjacent areas into full H&S signage to be

displayed at entrance to site.10. Ensure entrance matting provided to prevent soiling of concourse flooring areas.11. General hoarding access, for works, to be developed by contractor and agreedwith Architect.

CONTRACTORS HOARDING

!CDMX CDM risk. Please refer to relevant section of CDMDesign Audit ReviewLegend

Site Boundary

Compound and Access Key:

Proposed Area of WorkContractor's Compund

Contractor's Access

Phasing:

Phase 1Phase 2 Phase 2 out of hours

Phase 5

Phase 4Phase 3 Phase 3 out of hours

W FS C1111W - WallsF - FloorsS - SkirtingsC - Ceilings

Finishes Legend,  Specification References & Works Notes

Walls1. Painted Diamond eggshell

2. Sterishield Diamond Eggshell to clinical area3. Hygienic cladding, WhiterockFloors1. Linoleum Forbo2. Slip retardant flooring3. Vinyl - to wet room floor

4. Carpet tiles5. Anti-static flooring TBC by M&ESkirtings1. Coved Vinyl2. Coved to hygienic cladding3. Painted timber skirting

Ceiling1. 600x600 grid ceiling - Bioguard Acoustic Board2. 600x600 grid ceiling - Bioguard Acoustic Tegular 3. Painted board border3. Plasterboard MF ceiling 4. Non-Ferrous ceiling MRI compatible ceiling5. Parafon Hygien TBC by Client

· This drawing is based upon A+B record drawings.· All levels refer to FFL levels

· This drawing is to be read in conjunction with the following - NBS specificationsand GA plans.· For details of retained floor finishes see demolitions plan (all unhatched areas areretained).· For details of retained floor finishes see demolitions plan (all unhatched areas areretained).· Where existing vinyl is retained for re-use the whole area is to be protected

throughout the works, re-adhered as necessary with patching undertaken wheredoors removed or partitions modified or added. New skirtings to be inserted asnecessary and existing skirtings re-adhered if loose or delaminated.· For details of retained ceilings see reflected ceiling plans.· Existing plasterboard ceilings to be retained to be made good and prepared forredecoration.· Other retained suspended ceilings to be repaired as necessary.

· All existing radiators and pipework to be prepared and redecorated.· All existing woodwork to glazed screens, door frames, cills and other joinery to berubbed down, filled and redecorated.

FINISHES

!CDMX CDM risk. Please refer to relevant section of CDM Design AuditReviewOut of Scope

1 111

High and low level protection rails.Wall cladding protection sheets 1200mm.Wall cladding full heigh whiterock.

Feature wall. Trovex Gallery to Treatment Room &Feature colour paint to Waiting

* Replacement of flooring to be confirmed by Trust

Corner protection rail.

Bed bumper

DEMOLITIONNotes :

1.This drawing is based upon record A+B drawings. All dimensions and levels shouldbe confirmed on site.2. All levels refer to FFL levels.3. Stripping-out to consist of planters, external furniture, temporary site storage andequipment etc.

4. All  walls, facades, windows & columns to be left intact & building to be maintainedas watertight.  All floor slab & roof to be left undisturbed.5. All services to be tested & isolated to allow occupied areas to be maintainedthroughout works.6. All rainwater pipework to be left intact throughout.

7. All hot, cold & heating pipework to be isolated & removed or relocated inaccordance with M&E drawings & details.8. Smoke detection, temporary lighting etc if required to be provided in accordancewith M&E drawings and fire safety compliance report.

9. Existing pipework to be retained as per M&E drawings & care to be taken whendemolishing ducts.10. Small debris to be removed from site in sealed bags. Sealed bags can be placedin Wheelie bins. Sealed bags to be placed in covered skips.11. Intake of dust through external ventilation grilles is to be avoided.

Existing partitions / doors to be demolishedExisting stud partitions / masonary walls to beretainedLegend Ceiling demolition & flooring demolition

Screed to be retained and m/g where neccessaryCeiling demolitionCeiling demolition & flooring demolition including screed

*NOTE: ALL WALLS TO BE RE SKIMMED BEFORE PAINTING Phase intermediate 3 & 4

FLOOR INSERTS TO BE CONFIRMED BY RPABARRIER

Xref Z:\AUTOCAD-FILES\HOSPITALS\RFH\21031-MRI & CT\B1-Drawings\(0)Models\00-Site\GA Plan Level 4th.dwgXref Z:\AUTOCAD-FILES\HOSPITALS\RFH\21031-MRI & CT\B1-Drawings\(0)Models\00-Site\GA Plan Level 4th.dwg

EXISTING ACCESS STAIR

G North Plant

Room

Existing Tx9

Transformer

stairs

existing AHU

existing AHU

existing AHU

existing AHU

existing barrier

Courtyard

rooflight at first floor level

Ex. MATERNITY AHU
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Notes :

1. This drawing is based upon Survey drawing provided by Trust

2. All levels refer to FFL levels

3. This drawing is to be read in conjunction with the GA drawings as well as any

relevant contextual elevations / photos
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