
3 - 5 BEDFORD ROW

JOCKEYS FIELD

2 BEDFORD ROW 1 BEDFORD ROW6 BEDFORD ROW

B B

01

01

02

02

A A

C C

DD

EE

FF

G
G

5 BEDFORD ROW 4 BEDFORD ROW 3 BEDFORD ROW

JO
C

K
EY

S 
FI

EL
D

LI
N

K
 B

U
IL

D
IN

G
B

ED
FO

R
D

 R
O

W

04

04

03

03

05

05

Pr
ot

ec
te

d 
C

or
e

South Stair

Fi
re

 E
sc

ap
e

BR OFFICE

R
is

er

5 BEDFORD ROW 4 BEDFORD ROW 3 BEDFORD ROW

Pl
an

t B
el

ow

Existing Walls

Site Boundary

Party Wall Line

Proposed Walls

This drawing is property of Cream Engineering Services Ltd. Copyright is reserved by Cream Engineering
Services Ltd  and the drawing shall not be copied, reproduced or otherwise used without consent of ©.

Drg No: Revision:

Job No:

Date: Scale:

Filename:

Client:

Project:

Drawing:

Architect:

Cream Engineering Services
204 Soper Hall

Caterham,
Surrey,

CR3 6HY

t:  01883 818370
www.creamengineering.co.uk

Status
Rev Date Description DRN

Notes:

22212221-CES-BR

PRELIMINARY

1:100 @ A1

P12221-CES-BR-ZZ-04-DR-Z-1001

AUG 2022

SERVICES PRINCIPLES
FOURTH FLOOR

LONDON
3 - 5 BEDFORD ROW

HÛT ARCHITECTURE

FROGMORE ESTATES

- - - -

44741
Polygon

44741
Polygon

44741
Rectangle

44741
Rectangle

44741
Rectangle

44741
Rectangle

44741
Rectangle

44741
Rectangle

44741
PolyLine

44741
PolyLine

44741
PolyLine

44741
PolyLine

44741
Line

44741
PolyLine

44741
Line

44741
Line

44741
Line

44741
Rectangle

44741
Rectangle

44741
PolyLine

44741
Rectangle

44741
Arrow

44741
PolyLine

44741
PolyLine

44741
PolyLine

44741
Rectangle

44741
PolyLine

44741
Rectangle

44741
Arrow

44741
Rectangle

44741
Polygon

44741
Call-out
Photovoltaic zone

44741
Call-out
Extract duct(separation between intake and exhaust 10m)

44741
Call-out
Supply and extract to below

44741
Call-out
Low level fan coil unit

44741
Call-out
Bedford Row ventilation riser

44741
Call-out
Bedford Row Mechanical Riser

44741
Call-out
Bedford Row MEP Riser

44741
Call-out
Skirting trunking 

44741
Call-out
Louvred Plant Enclosure

44741
Call-out
Toilet Extract Fan

44741
Call-out
Roof low height ventilation unit

44741
Arrow

44741
Text Box
P1

44741
Rectangle

44741
Rectangle

44741
Rectangle

44741
Rectangle

44741
Text Box
Stage 2

44741
Text Box
Sep 22

44741
Line

44741
Line

44741
Call-out
Fresh air ductwork to serve 4th floor

44741
Call-out
Extract Ductwork to serve 4th floor

44741
Text Box
P1

44741
Rectangle

44741
Rectangle

44741
Rectangle

44741
Rectangle

44741
Text Box
Stage 2

44741
Text Box
Sep 22

44741
Text Box
P1

44741
Rectangle

44741
Rectangle

44741
Rectangle

44741
Rectangle

44741
Text Box
Stage 2

44741
Text Box
Sep 22

44741
Text Box
P2

44741
Rectangle

44741
Text Box
Stage 2

44741
Text Box
Oct 22

44741
Line

44741
Line

44741
Line

44741
Line

44741
Rectangle

44741
Text Box
2


	Sheets and Views
	Layout1


